AIR POLLUTION CONTROL DISTRICT

APR @ 3 2015

Mr. Ray Arthur

Fresno/Clovis Regional WWTP
5607 W Jensen Ave

Fresno, CA 93706-9458

Re: Notice of Minor Title V Permit Modification
District Facility # C-535
Project # C-1150261

Dear Mr. Arthur:

Enclosed is the District's analysis of your application for minor Title V permit
modification for the facility identified above. You proposed a Title V minor permit
modification to incorporate recently issued Authorities to Construct (ATCs)
C-535-29-0 thru -42-0 into the Title V operating permit. These ATCs were
issued to install a total of fourteen (14) transportable 300 bhp each Caterpillar
Model C9 Tier 3 certified disel-fired emergency standby IC engines powering
waste water pumps.

Enclosed is the engineering evaluation with the following attachments: proposed
modified Title V permit, recently issued ATCs C-535-29-0 thru -42-0, emission
increases, and application. This project will be subject to a 45-day EPA
commenting period prior to the District taking final action.

if you have any questions, please contact Mr. Jim Swaney, Permit Services
Manager, at (559) 230-5900.

Thank you for your cooperation in this matter.

Sincerely,

T
Arr%@ud Marjoliet
Director of Permit Services

q;;k

Enclosures

cc:  Gerardo C. Rios, EPA (w/enclosure) via email

Seved Sadredin
Executive Birector/Alr Pollution Controf Gfficer

Hiorthern Region Central Region (Main Bffice) Sputhern Region
4800 Enterprise Way 1990 E. Gettysburg Avenug 34348 Fyover Court
Maodesto, CA §5356-8718 Fresng, DA §3726-0244 Bakersfield, CA §3308-9725
Tel: {209) 557-8400 FAX: {208} 557-6475 Tel: {558} 230-8000 FAX: (550) 230-5061 Tel BE1-392-5500 FAX: 851-392-5585
v valleyair.org www.healthysirliving.com
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TITLE V APPLICATION REVIEW

Minor Modification
Project #: C-1150261

Engineer. Sajjad Ahmad
Date: March 17, 2015

Facility Number: C-535 :
Facility Name: Fresno/Clovis Regional WWTP
Mailing Address: 5607 W Jensen Ave
Fresno, CA 93706-9458

Contact Name: Ray Arthur
Phone: (559) 621-5266

Responsible Official: Rick Staggs
Title: Chief of Operations

PROPOSAL

Fresno/Clovis Regional WWTP is proposing a Title V minor permit modification
to incorporate recently issued Authorities to Construct (ATCs) C-535-29-0 thru ‘-
39-0 (issued under project C-1142851) and ATCs -40-0 thru “-42-0 (issued
under project C-1150232) into the Title V operating permit. These ATCs were
issued to install a total of fourteen (14) transportable 300 bhp each Caterpillar
Model C9 Tier 3 certified disel-fired emergency standby IC engines powering
waste water pumps.

The purpose of this evaluation is to identify all applicable requirements,

determine if the facility will comply with the applicable requirements and to
provide the legal and factual basis for the proposed revisions.

FACILITY LOCATION

The equipment is located at 5607 W Jensen Avenue in Fresno, CA.



Fresno/Clovis Regional WWTP March 17, 2015
Facility # C-535
Project # C-1150261

VI.

VIL

EQUIPMENT DESCRIPTION

C-535-29-0 thru -42-0:  TRANSPORTABLE 300 BHP (INTERMITTENT)
CATERPILLAR MODEL C8 TIER 3 CERTIFIED
DIESEL-FIRED EMERGENCY STANDBY IC
ENGINE POWERING A PUMP

SCOPE OF EPA AND PUBLIC REVIEW

This change to a Title V permit is considered to be a minor modification and, as
such, requires no public review.

APPLICABLE REQUIREMENTS

District Rule 2520, Federally Mandated Operating Permits (Adopted June 21,
2001)

DESCRIPTION OF PROPOSED MODIFICATIONS

Fresno/Clovis Regional WWTP is pianning a shutdown of its waste water
treatment plant for inspection and repair. To allow for the uninterrupted
handling, the incoming waste water will be diverted through sewer bypass
channels to the holding ponds using several waste water pumps powered by
electical motors. In case the primary electrical power fails, the facility has
planned to use these fourteen (14) emergency standby IC engines to power the
waste water pumps through the bypass channels.

COMPLIANCE

In accordance with Rule 2520, 3.20, these modifications:

1. Do not violate requirements of any applicable federally enforceable
local or federal requirement;

2. Do not relax monitoring, reporting, or recordkeeping requirements in
the permit and are not significant changes in existing monitoring permit
terms or conditions;

3. Do not require or change a case-by-case determination of an emission
limitation or other standard, or a source-specific determination for
temporary sources of ambient impacts, or a visibility or increment
analysis;

4. Do not seek to establish or change a permit term or condition for which
there is no corresponding underlying applicable requirement and that
the source has assumed to avoid an applicable requirement to which
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VIIL

the source would otherwise be subject. Such terms and conditions
include;

a. A federally enforceable emission cap assumed to avoid
classification as a modification under any provisions of Title | of
the Federal Clean Air Act; and

b. An alternative emissions limit approved pursuant to regulations
promulgated under section 112(i)(5) of the Federal Clean Air
Act; and

5. Are not Title | modifications as defined in District Rule 2520 or
modifications as defined in section 111 or 112 of the Federal Clean Air
Act: and

6. Do not seek to consolidate overlapping applicable requirements.

Rule 2520, Section 3.31 defines Title | Modification same as that defined in Rule
2201. Rule 2201 states that a Federal Major Modification is the same as a
“Major Modification” as defined in 40 CFR 51.165 and part D of Title | of the
CAA. Non-road engines are not considered in determining whether a project is a
Federal Major Modification. The Federal CAA reserves the regulation of non-
road engines to Title il (National Emission Standards) of the CAA.

Since this project involves non-road engines only, none of the Federal Major
Modification Thresholds are being surpassed with this project and this project
does not constitute a Federal Major Modification. Therefore, this project is a
Minor Modification to the Title V Permit.

In accordance with Rule 2520, the application meets the procedural
requirements of section 11.4 by including;
1. A description of the change, the emissions resulting from the change,

and any new applicable requirements that will apply if the change
OCCUrsS;

2. The source’s suggested draft permit; and

3. Certification by a responsible official that the proposed modification
meets the criteria for use of minor permit modification procedures and
a request that such procedures be used.

ATTACHMENTS

A. Proposed Modified Title V Operating Permit No. C-535-29-1 thru -42-1
B. Authorities to Construct No. C-535-29-0 thru -42-0

C. Emissions Increases

D. Application



ATTACHMENT A

Proposed Modified Title V Operating Permit No.
(C-535-29-1 thru -42-1)



San Joaquin Valley
Air Pollution Control District

PERMIT UNIT: C-535-29-1 EXPIRA iizms

EQUIPMENT DESCRIPTION:;
TRANSPORTABLE 300 BHP (INTERMITTENT) CATERPILLAR MODEL €9 TIER 3 CERTIFIED D -FIRED
EMERGENCY STANDBY IC ENGINE POWERING A PUMP

PERMIT UNIT REQUIREMENTS

1. This engine shall be operated at one location or site at the facility for no more than 12 consecutive months. [District
Rule 2201 and 17 CCR 93116] Federally Enforceable Through Title V Permit

2. Particulate matter emissions shall not exceed 0.1 grains/dscf in concentration. [District Rule 4201] Federally
Enforceable Through Title V Permit

3. The exhaust stack shall vent vertically upward. The vertical exhaust flow shall not be impeded by a rain cap (flapper
ok}, roof overhang, or any other obstruction. [District Rule 4102] Federally Enforceable Through Title V Permit

4. The engine shal] be equipped with an operational nonresettable elapsed time meter or cther APCO approved
alternative. [District Rule 4702] Federally Enforceable Through Title V Permit

5. Only CARB certified diesel fuel containing not more than 0.0015% sulfur by weight is to be used. [District Rules 2201
and 4801, and 17 CCR 93116] Federally Enforceable Through Title V Permit

6. Emissions from this IC engine shall not exceed any of the following limits: 2.6 g-NOx/bhp-hr, 2.3 g-CO/bhp-hr, or 0.1
g-VOC/bhp-hr. [District Rule 2201 and 17 CCR 93116] Federally Enforceable Through Title V Permit

7. Emissions from this IC engine shall not exceed 0.11 g-PM10/bhp-hr based on USEPA certification using ISO 8178 test
procedure. [District Rules 2201 and 4102, and 17 CCR 931 16] Federally Enforceable Through Title V Permit

8.  This engine shall be operated and maintained in proper operating condition as recommended by the engine
manufacturer or emissions control system supplier. [District Rule 4702} Federally Enforceable Through Title V Permit

9. During periods of operation for maintenance, testing, and required regulatory purposes, the permittee shall monitor the
operational characteristics of the engine as recommended by the manufacturer or emission control system supplier (for
example: check engine fluid levels, battery, cables and connections; change engine oil and filters; replace engine
coolant; and/or other operational characteristics as recommended by the manufacturer or supplier). [District Rule
4702] Federally Enforceable Through Title V Permit

10. An emergency situation is an unscheduled electrical power outage caused by sudden and reasonably unforeseen natural
disasters or sudden and reasonably unforeseen events beyond the control of the permittee. [District Rule 4702]
Federally Enforceable Through Title V Permit

1. This engine shall not be used to produce power for the electrical distribution system, as part of a voluntary utility

demand reduction program, or for an interruptible power contract. [District Rule 4702} Federally Enforceable Through
Title V Permit

PERMIT L3N
These terms and condk

Facility Name: FRESNO/CLOVIS REGIONAL WWTP
l.ocation: 5607 W JENSEN AVE FRESNQ, CA 93706

©-535-28-1: Mar 17 2015 £40PM ~ AHMADS

ONTINUE ON NEXT PAGE
afttue Facility-wide Permit to Operate.



Permit Unit Requirements for C-535-29-1 (continued) Page 2 of 2

12. The permittee shall maintain monthly records of emergency and non-emergency operation. Records shall include the
number of hours of emergency operation, the date and number of hours of all testing and maintenance operations, the
purpose of the operation (for example: load testing, weekly testing, rolling blackout, general area power outage, etc.)
and records of operational characteristics monitoring. For units with automated testing systems, the operator may, as
an alternative to keeping records of actual operation for testing purposes, maintain a readily accessible written record
of the automated testing schedule. [District Rule 4702) Federally Enforceable Through Title V Permit

13. This engine shall be operated only for testing and maintenance of the engine, required regulatory purposes, and during
emergency situations. Operation of the engine for maintenance, testing, and required regulatory purposes shall not
exceed 50 hours per calendar year. [District Rules 2201 and 4702] Federally Enforceable Through Title V Permit

14, The permittee shall maintain monthly records of the type of fuel purchased. [District Rule 4702] Federally Enforceable
Through Title V Permit

15. Al records shall be maintained and retained on-site for a minimum of five (5) years, and shall be made available for
District inspection upon request. {District Rule 4702] Federally Enforceable Through Title V Permit

f t;:g Facility-wide Permit to Operate.

!
b
These terms an $ ?
Facility Name: FRESNO/CLOVIS REGIONAL WWTP
Location: 5607 W JENSEN AVE FRESNO, CA 93706 ;
-525-29-1 . Mar 17 2015 4:50PM ~ ARMADS )



San Joaquin Valley
Air Pollution Control District

PERMIT UNIT: C-535-30-1 EXPI

EQUIPMENT DESCRIPTION: \

TRANSPORTABLE 300 BHP (INTERMITTENT) CATERPILLAR MODEL C8 TIER 3 CERTIFIED D L-FIRED
EMERGENCY STANDBY [C ENGINE POWERING A PUMP

PERMIT UNIT REQUIREMENTS

1. This engine shall be operated at one location or site at the facility for no more than 12 consecutive months. [District
Rule 2201 and 17 CCR 93116] Federally Enforceable Through Title V Permit

2. Particulate matter emissions shall not exceed 0.1 grains/dscf in concentration. [District Rule 4201] Federally
Enforceable Through Title V Permit

3. The exhaust stack shall vent vertically upward. The vertical exhaust flow shall not be impeded by a rain cap (flapper
ok), roof overhang, or any other obstruction. [District Rule 4102] Federally Enforceable Through Title V Permit

4. The engine shall be equipped with an operational nonresettable elapsed time meter or other APCO approved
alternative. [District Rule 4702] Federally Enforceable Through Title V Permit

5. Only CARB certified diesel fuel containing not more than 0.0015% sulfur by weight is to be used. [District Rules 2201
and 4801, and 17 CCR 93116] Federally Enforceable Through Title V Permit

6. Emissions from this IC engine shall not exceed any of the following limits: 2.6 g-NOx/bhp-hr, 2.3 g-CO/bhp-hr, or 0.1
g-VOC/bhp-hr. [District Rule 2201 and 17 CCR 93116] Federally Enforceable Through Title V Permit

7. Emissions from this IC engine shall not exceed 0.11 g-PM10/bhp-hr based on USEPA certification using ISO 8178 test
procedure. [District Rules 2201 and 4102, and 17 CCR 93116] Federally Enforceable Through Title V Permit

8. This engine shall be operated and maintained in proper operating condition as recommended by the engine
manufacturer or emissions control system supplier. [District Rule 4702] Federally Enforceable Through Title V Permit

9. During periods of operation for maintenance, testing, and required regulatory purposes, the permittee shall monitor the
operational characteristics of the engine as recommended by the manufacturer or emission control system supplier (for
example: check engine fluid levels, battery, cables and connections: change engine oil and filters; replace engine
coolant; and/or other operational characteristics as recommended by the manufacturer or supplier). [District Rule
4702] Federally Enforceable Through Title V Permit

10.  An emergency situation is an unscheduled electrical power outage caused by sudden and reasonably unforeseen natural
disasters or sudden and reasonably unforeseen events beyond the control of the permitiee. [District Rule 4702]
Federally Enforceable Through Title V Permit

11, This engine shall not be used to produce power for the electrical distribution system, as part of a voluntary utility

demand reduction program, or for an interruptible power contract. [District Rule 4702] Federally Enforceable Through
Title V Permit

PERMIT UNI!
These terms and condj

Fagcility Name: FRESNO/CLOVIS REGIONAL WWTP

Location: 5807 W JENSEN AVE FRESNQ, CA 93708
C-535-30-1: Mar 17 2015 £:40PM — AHMADS

DNTINUE ON NEXT PAGE
afthe Falllity-wide Permit to Operate.



Permit Unit Requirements for C-535-30-1 (continued) Page 2 of 2

12. The permittee shall maintain monthly records of emergency and non-emergency operation. Records shall include the
number of hours of emergency operation, the date and number of hours of all testing and maintenance operations, the
purpose of the operation (for example: load testing, weekly testing, rolling blackout, general area power outage, etc.)
and records of operational characteristics monitoring. For units with automated testing systems, the operator may, as
an alternative to keeping records of actual operation for testing purposes, maintain a readily accessible written record
of the automated testing schedule. [District Rule 4702] Federally Enforceable Through Title V Permit

13. This engine shall be operated only for testing and maintenance of the engine, required regulatory purposes, and during
emergency situations. Operation of the engine for maintenance, testing, and required regulatory purposes shall not
exceed 50 hours per calendar year. [District Rules 2201 and 4702] Federally Enforceable Through Title V Permit

14, The permittee shall maintain monthly records of the type of fuel purchased. [District Rule 4702] Federally Enforceable
Through Title V Permit

5. All records shall be maintained and retained on-site for a minimum of five (5) years, and shall be made available for
District inspection upon request. [District Rule 4702] Federally Enforceable Through Title V Permit

of the, Facility-wide Permit to Operate.

These terms an
Facility Name: FRESNO/CLOVIS REGIONAL WWTP

Location: 5607 W JENSEN AVE,FRESNQ, CA 93706
C-53830-1. Mar 17 2015 4.40PM - AHMATS




San Joaquin Valley
Air Pollution Control District

PERMIT UNIT: C-535-31-1 EXPI

WAL Y
EQUIPMENT DESCRIPTION: @
DIE

TRANSPORTABLE 300 BHP (INTERMITTENT) CATERPILLAR MODEL C9 TIER 3 CERTIFIED
EMERGENCY STANDBY IC ENGINE POWERING A PUMP

PERMIT UNIT REQUIREMENTS

1. This engine shall be operated at one location or site at the facility for no more than 12 consecutive months. [District
Rule 2201 and 17 CCR 93116] Federally Enforceable Through Title V Permit

2. Particulate matter emissions shall not exceed 0.1 grains/dscf in concentration. [District Rule 4201] Federally
Enforceable Through Title V Permit

3. The exhaust stack shall vent vertically upward. The vertical exhaust flow shall not be impeded by a rain cap (flapper
ok}, roof overhang, or any other obstruction. [District Rule 4102] Federally Enforceable Through Title V Permit

4. The engine shall be equipped with an operational nonresettable elapsed time meter or other APCO approved
alternative. [District Rule 4702] Federally Enforceable Through Title V Permit

5. Only CARB certified diesel fuel containing not more than 0.0015% sulfur by weight is to be used. {District Rules 2201
and 4801, and 17 CCR 93116] Federally Enforceable Through Title V Permit

6. Emissions from this IC engine shall not exceed any of the following limits: 2.6 g-NOx/bhp-hr, 2.3 g-CO/bhp-hr, or 0.1
g-VOC/bhp-hr. [District Rule 2201 and 17 CCR 93116] Federally Enforceable Through Title V Permit

7. Emissions from this IC engine shall not exceed 0.11 g-PM10/bhp-hr based on USEPA certification using 1SO 8178 test
procedure. [District Rules 2201 and 4102, and 17 CCR 931 16] Federally Enforceable Through Title V Permit

8. This engine shall be operated and maintained in proper operating condition as recommended by the engine
manufacturer or emissions control system supplier, [District Rule 4702] Federally Enforceable Through Title V Permit

9. During periods of operation for maintenance, testing, and required regulatory purposes, the permittee shall monitor the
operational characteristics of the engine as recommended by the manufacturer or emission control system supplier (for
example: check engine fluid levels, battery, cables and connections; change engine oil and filters; replace engine
coolant; and/or other operational characteristics as recommended by the manufacturer or supplier). [District Rule
4702] Federally Enforceable Through Title V Permit

10. An emergency situation is an unscheduled electrical power outage caused by sudden and reasonably unforeseen natural
disasters or sudden and reasonably unforeseen events beyond the control of the permittee. [District Rule 4702]
Federally Enforceable Through Title V Permit

11, This engine shall not be used to produce power for the electrical distribution system, as part of a voluntary utility

demand reduction program, or for an interruptible power contract. [District Rule 4702] Federally Enforceable Through
Title V Permit

ONTINUE ON NEXT PAGE
[he Facility-wide Permit to Operate.

PERMIT Nt
These terms and cond

Facility Name: FRESNQ/CLOVIS REGIONAL WWTR
Location: 5607 W JENSEN AVE.FRESNQ, CA 93706

L-535-31-1 Mar 17 2015 4:40PM - AHMADS



Permit Unit Requirements for C-535-31-1 (continued) Page 2 of 2

12. The permittee shall maintain monthly records of emergency and non-emergency operation. Records shall include the
number of hours of emergency operation, the date and number of hours of all testing and maintenance operations, the
purpose of the operation (for example: load testing, weekly testing, rolling blackout, general area power outage, etc.)
and records of operational characteristics monitoring. For units with automated testing systems, the operator may, as
an alternative to keeping records of actual operation for testing purposes, maintain a readily accessible written record
of the automated testing schedule. [District Rule 4702] Federally Enforceable Through Title V Permit

13. This engine shall be operated only for testing and maintenance of the engine, required regulatory purposes, and during
emergency situations. Operation of the engine for maintenance, testing, and required regulatory purposes shail not
exceed 50 hours per calendar year. [District Rules 2201 and 4702] Federally Enforceable Through Title V Permit

14. The permittee shall maintain monthly records of the type of fuel purchased. {District Rule 4702] Federally Enforceable
Through Title V Permit

15. All records shall be maintained and retained on-site for a minimum of five (5) years, and shall be made available for
District inspection upon request. [District Rule 4702] Federally Enforceable Through Title V Permit

3 f t;:g Facility-wide Permit to Operate.

These terms an
Facility Name: FRESNQO/CLOVIS REGIONAL WWTP
Location: 5607 W JENSEN AVE FRESNO, CA 937056

C-535-31-1: Mar 17 2045 4 40PM — AHMADS



San Joaquin Valley
Air Pollution Control District

PERMIT UNIT: C-535-32-1 EXPIRA

EQUIPMENT DESCRIPTION: \
TRANSPORTABLE 300 BHP (INTERMITTENT) CATERPILLAR MODEL C9 TIER 3 CERTIFIED DIESELFIRED
EMERGENCY STANDBY IC ENGINE POWERING A PUMP

PERMIT UNIT REQUIREMENTS

1. This engine shall be operated at one location or site at the facility for no more than 12 consecutive months. iDistrict
Rule 2201 and 17 CCR 93116] Federally Enforceable Through Title V Permit

2. Particulate matter emissions shall not exceed 0.1 grains/dscf in concentration. [District Rule 4201] Federally
Enforceable Through Title V Permit

3. The exhaust stack shall vent vertically upward. The vertical exhaust flow shall not be impeded by a rain cap (flapper
ok), roof overhang, or any other obstruction. [District Rule 4102] Federally Enforceable Through Title V Permit

4. The engine shall be equipped with an operational nonresettable elapsed time meter or other APCO approved
alternative. [District Rule 4702] Federally Enforceable Through Title V Permit

5. Only CARB certified diesel fuel containing not more than 0.0015% sulfur by weight is to be used. [District Rules 2201
and 4801, and 17 CCR 93116] Federally Enforceable Through Title V Permit

6. Emissions from this IC engine shall not exceed any of the following limits: 2.6 g-NOx/bhp-hr, 2.3 g-CO/bhp-hr, or 0.1
g-VOC/bhp-hr. [District Rule 2201 and 17 CCR 93116] Federally Enforceable Through Title V Permit

7. Emissions from this IC engine shall not exceed 0.11 g-PM10/bhp-hr based on USEPA certification using ISO 8178 test
procedure. [District Rules 2201 and 4102, and 17 CCR 93116] Federally Enforceable Through Title V Permit

8. This engine shall be operated and maintained in proper operating condition as recommended by the engine
manufacturer or emissions control system supplier. [District Rule 4702] Federally Enforceable Through Title V Permit

9. During periods of operation for maintenance, testing, and required regulatory purposes, the permittee shall monitor the
operational characteristics of the engine as recommended by the manufacturer or emission control system supplier (for
example: check engine fluid levels, battery, cables and connections; change engine oil and filters; replace engine
coolant; and/or other operational characteristics as recommended by the manufacturer or supplier). {District Rule
4702] Federally Enforceable Through Title V Permit

10. An emergency situation is an unscheduled electrical power outage caused by sudden and reasonably unforeseen natural
disasters or sudden and reasonably unforeseen events beyond the control of the permittee. [District Rule 4702]
Federally Enforceable Through Title V Permit

11. This engine shall not be used to produce power for the electrical distribution system, as part of a voluntary utility

demand reduction program, or for an interruptible power contract. [District Rule 4702} Federally Enforceable Through
Title V Permit

PERMIT UNI Q NTINUE ON NEXT PAGE
These terms and condit : Facility-wide Permit to Operate,
Facility Name: FRESNO/CLOVIS REGIONAL WWTP

Location: 5607 W JENSEN AVE FRESNC, CA 93706
C-535-324 1 Mar 47 2015 €.40PM — AMMADS



Permit Unit Requirements for C-535-32-1 (continued) Page 2 of 2

12. The permittee shall maintain monthly records of emergency and non-emergency operation. Records shall include the
number of hours of emergency operation, the date and number of hours of all testing and maintenance operations, the
purpose of the operation (for example: load testing, weekly testing, rolling blackout, general area power outage, etc.)
and records of operational characteristics monitoring. For units with automated testing systems, the operator may, as
an alternative to keeping records of actual operation for testing purposes, maintain a readily accessible written record
of the automated testing schedule. [District Rule 4702] Federally Enforceable Through Title V Permit

13. This engine shall be operated only for testing and maintenance of the engine, required regulatory purposes, and during
emergency situations. Operation of the engine for maintenance, testing, and required regulatory purposes shall not
exceed 50 hours per calendar year. [District Rules 2201 and 4702] Federally Enforceable Through Title V Permit

14. The permittee shall maintain monthly records of the type of fuel purchased. [District Rule 4702] Federally Enforceable
Through Title V Permit

15. All records shall be maintained and retained on-site for a minimum of five (3) years, and shall be made available for
District inspection upon request. [District Rule 4702] Federally Enforceable Through Title V Permit

: -- %f t;:g Facility-wide Permit to Operate.

These terms an
Facility Name: FRESNO/CLOVIS REGIONAL WWTP

Lecation: 5607 W JENSEN AVE FRESNO, CA 93706
C535-32-1: Mar 17 2015 &.40PM — AHMADS




PERMIT UNIT: C-535-33-1 EXPIR
EQUIPMENT DESCRIPTION:

San Joaquin Valley
Alr Pollution Control District

TRANSPORTABLE 300 BHP (INTERMITTENT) CATERPILLAR MODEL C9 TIER 3 CERTIFIED DIFSELFIRED
EMERGENCY STANDBY IC ENGINE POWERING A PUMP

PERMIT UNIT REQUIREMENTS

10.

11.

Facility Name: FRESNOQ/CLOVIS REGIONAL WWTP
Location: 5607 W JENSEN AVE FRESNO, CA 93706

This engine shall be operated at one location or site at the facility for no more than 12 consecutive months. [District
Rule 2201 and 17 CCR 93116] Federally Enforceable Through Title V Permit

Particulate matter emissions shall not exceed 0.1 grains/dscf in concentration. [District Rule 4201] Federally
Enforceable Through Title V Permit

The exhaust stack shall vent vertically upward. The vertical exhaust flow shall not be impeded by a rain cap (flapper
ok}, roof overhang, or any other obstruction. [District Rule 4102} Federally Enforceable Through Title V Permit

The engiﬁe shall be equipped with an operational nonresettable elapsed time meter or other APCO approved
alternative. [District Rule 4702] Federally Enforceable Through Title V Permit

Only CARB certified diesel fuel containing not more than 0.0015% sulfur by weight is to be used. [District Rules 2201
and 4801, and 17 CCR 93116] Federally Enforceable Through Title V Permit

Emissions from this IC engine shall not exceed any of the following limits: 2.6 g-NOx/bhp-hr, 2.3 g-CO/bhp-hr, or 0.1
g-VOC/bhp-hr. [District Rule 2201 and 17 CCR 93116] Federally Enforceable Through Title V Permit

Emissions from this IC engine shall not exceed 0.11 g-PM10/bhp-hr based on USEPA certification using ISO 8178 test
procedure. [District Rules 2201 and 4102, and 17 CCR 931 16] Federally Enforceable Through Title V Permit

This engine shall be operated and maintained in proper operating condition as recommended by the engine
manufacturer or emissions control system supplier. [District Rule 4702] Federally Enforceable Through Title V Permit

During periods of operation for maintenance, testing, and required regulatory purposes, the permittee shall monitor the
operational characteristics of the engine as recommended by the manufacturer or emission control system supplier (for
example: check engine fluid levels, battery, cables and connections; change engine oil and filters; replace engine
coolant; and/or other operational characteristics as recommended by the manufacturer or supplier). [District Rule
4702] Federally Enforceable Through Title V Permit

An emergency situation is an unscheduled electrical power outage caused by sudden and reasonably unforeseen natural
disasters or sudden and reasonably unforeseen events beyond the control of the permittee. [District Rule 4702]
Federally Enforceable Through Title V Permit

This engine shall not be used to produce power for the electrical distribution system, as part of a voluntary utility

demand reduction program, or for an interruptible power contract, [District Rule 4702] Federally Enforceable Through
Title V Permit

PERMIT UNi
These terms and condy

ONTINVE ON NEXT PAGE
the Facility-wide Permit to Operate,

C-535-33-1: Mar 17 2015 440PM - AHMADS



Permit Unit Requirements for C-535-33-1 (continued) Page 2 of 2

2. The permittee shall maintain monthly records of emergency and non-emergency operation. Records shall include the
number of hours of emergency operation, the date and number of hours of alf testing and maintenance operations, the
purpose of the operation (for example: load testing, weekly testing, rolling blackout, general area power outage, etc.)
and records of operational characteristics monitoring. For units with automated testing systems, the operator may, as
an alternative to keeping records of actual operation for testing purposes, maintain a readily accessible written record
of the automated testing schedule. [District Rule 4702} Federally Enforceable Through Title V Permit

13. This engine shall be operated only for testing and maintenance of the engine, required regulatory purposes, and during
emergency situations. Operation of the engine for maintenance, testing, and required regulatory purpeses shall not
exceed 50 hours per calendar year. [District Rules 2201 and 4702] Federally Enforceable Through Title V Permit

14. The permittee shall maintain monthly records of the type of fuel purchased. [District Rule 4702] Federally Enforceable
Through Title V Permit

15. All records shall be maintained and retained on-site for a minimum of five (5) years, and shall be made available for
District inspection upon request. [District Rule 4702] Federally Enforceable Through Title V Permit

i

% %}f t;zg Facility-wide Permit to Operate.

These terms an
Facility Name: FRESNO/CLOVIS REGIONAL WWTP

Location: 5607 W JENSEN AVE,FRESNO, CA 93706
C-585-33-1 " Mar 47 2015 414GPM — AHMADS



San Joaquin Valley
Air Pollution Control District

PERMIT UNIT: C-535-34-1 EXPI

EQUIPMENT DESCRIPTION: \

TRANSPORTABLE 300 BHP (INTERMITTENT) CATERPILLAR MODEL C9 TIER 3 CERTIFIED DIFSELFIRED
EMERGENCY STANDBY IC ENGINE POWERING A PUMP

PERMIT UNIT REQUIREMENTS

1. This engine shall be operated at one location or site at the facility for no more than 12 consecutive months. [District
Rule 2201 and 17 CCR 93116] Federally Enforceable Through Title V Permit

2. Particulate matter emissions shall not exceed 0.1 grains/dscf in concentration. {District Rule 4201] Federally
Enforceable Through Title V Permit

3. The exhaust stack shall vent vertically upward. The vertical exhaust flow shall not be impeded by a rain cap (flapper
ok), roof overhang, or any other obstruction. [District Rule 4102] Federally Enforceable Through Title V Permit

4. The engine shall be equipped with an operational nonresettable elapsed time meter or other APCO approved
alternative. [District Rule 4702] Federally Enforceable Through Title V Permit

5. Only CARB certified diesel fuel containing not more than 0.0015% sulfur by weight is to be used. [District Rules 2201
and 4801, and 17 CCR 93116] Federally Enforceable Through Title V Permit

6. Emissions from this IC engine shall not exceed any of the following limits: 2.6 g-NGx/ohp-hr, 2.3 g-CO/bhp-hr, or 0.1
g-VOC/bhp-hr. {District Rule 2201 and 17 CCR 93116] Federally Enforceable Through Title V Permit

7. Emissions from this IC engine shall not exceed 0.11 g-PM10/bhp-hr based on USEPA certification using ISO 8178 test
procedure. [District Rules 2201 and 4102, and 17 CCR 93116] Federally Enforceable Through Title V Permit

8.  This engine shall be operated and maintained in proper operating condition as recommended by the engine
manufacturer or emissions control system supplier. [District Rule 4702] Federally Enforceable Through Title V Permit

9. During periods of operation for maintenance, testing, and required regulatory purposes, the permittee shall monitor the
operational characteristics of the engine as recommended by the manufacturer or emission control system supplier (for
example: check engine fluid levels, battery, cables and connections; change engine oil and filters; replace engine
coolant; and/or other operational characteristics as recommended by the manufacturer or supplier). [District Rule
4702] Federally Enforceable Through Title V Permit

10. An emergency situation is an unscheduled electrical power outage caused by sudden and reasonably unforeseen natural
disasters or sudden and reasonably unforeseen events beyond the control of the permitiee. [District Rule 4702]
Federally Enforceable Through Title V Permit

I1. This engine shall not be used to produce power for the electrical distribution system, a3 part of a voluntary utility

demand reduction program, or for an interruptible power contract. [District Rule 4702} Federally Enforceable Through
Title V Permit

PERMIT UNI
These terms and cond

Facility Name: FRESNO/CLOVIS REGIONAL WWTP

Location: 5607 W JENSEN AVE,FRESNC, CA 93706
C-535-34-1 * Mar 17 2015 4.90PM — AHMADS

ONTINUE ON NEXT PAGE
the Fadllity-wide Permit fo Operate.



Permit Unit Requirements for C-535-34-1 (continued)’ : Page 2 of 2

12. The permittee shall maintain menthly records of emergency and non-emergency operation. Records shall include the
number of hours of emergency operation, the date and number of hours of all testing and maintenance operations, the
purpose of the operation (for example: Joad testing, weekly testing, rolling blackout, general area power outage, etc.)
and records of operational characteristics monitoring. For units with automated testing systems, the operator may, as
an alternative to keeping records of actual operation for testing purposes, maintain a readily accessible written record
of the automated testing schedule. [District Rule 4702) Federally Enforceable Through Title V Permit

13. This engine shall be operated only for testing and maintenance of the engine, required regulatory purposes, and during
emergency situations. Operation of the engine for maintenance, testing, and required regulatory purposes shall not
exceed 50 hours per calendar year. [District Rules 2201 and 4702] Federally Enforceable Through Title V Permit

14. The permittee shall maintain monthly records of the type of fuel purchased. [District Rule 4702] Federally Enforceable
Through Title V Permit '

15. All records shall be maintained and retained on-site for a minimum of five (5) years, and shall be made available for
District inspection upon request. [District Rule 4702] Federally Enforceable Through Title V Permit

& f t;; Facility-wide Permit to Operate.

These terms an
Facility Name: FRESNO/CLOVIS REGIONAL WWTP

Location: 5607 W JENSEN AVE FRESNO, CA 93706
C-535-341: Mar 17 2015 £,40PM — AHMADS



San Joaquin Valley
Air Pollution Control District

PERMIT UNIT: C-535-35-1 EXPI

EQUIPMENT DESCRIPTION: \

TRANSPORTABLE 300 BHP (INTERMITTENT) CATERPILLAR MODEL C9 TIER 3 CERTIFIED DIESELFIRED
EMERGENCY STANDBY IC ENGINE POWERING A PUMP

PERMIT UNIT REQUIREMENTS

1. This engine shall be operated at one location or site at the facility for no more than 12 consecutive months. [District
Rule 2201 and 17 CCR 93116] Federally Enforceable Through Title V Permit

2. Particulate matter emissions shall not exceed 0.1 grains/dscf in concentration. [District Rule 4201] Federally
Enforceable Through Title V Permit

(8]

The exhaust stack shall vent vertically upward. The vertical exhaust flow shall not be impeded by a rain cap (flapper
ok}, roof overhang, or any other obstruction. [District Rule 4102] Federally Enforceable Through Title V Permit

4. The engine shall be equipped with an operational nonresettable elapsed time meter or other APCO approved
alternative. [District Rule 4702] Federally Enforceable Through Title V Permit

5. Only CARB certified diesel fuel containing not more than 0.0015% sulfur by weight is to be used. [District Rules 2201
and 4801, and 17 CCR 93116] Federaily Enforceable Through Title V Permit

6. Emissions from this IC engine shall not exceed any of the following limits: 2.6 g-NOx/bhp-hr, 2.3 g-CO/bhp-hr, or 0.1
g-VOC/bhp-hr. [District Rule 2201 and 17 CCR 93116] Federally Enforceable Through Title V Permit

7. Emissions from this IC engine shall not exceed 0.11 g-PM10/bhp-hr based on USEPA certification using I1SO 8178 test
procedure. [District Rules 2201 and 4102, and 17 CCR 93116] Federally Enforceable Through Title V Permit

8. This engine shall be operated and maintained in proper operating condition as recommended by the engine
manufacturer or emissions control system supplier. [ District Rule 4702] Federally Enforceable Through Title V Permit

9. During periods of operation for maintenance, testing, and required regulatory purposes, the permittee shall monitor the
operational characteristics of the engine as recommended by the manufacturer or emission control system supplier (for
example: check engine fluid levels, battery, cables and connections; change engine oil and filters; replace engine
coolant; and/or other operational characteristics as recommended by the manufacturer or supplier). [District Rule
4702] Federally Enforceable Through Title V Permit

10. An emergency situation is an unscheduled electrical power outage caused by sudden and reasonably unforeseen natural
disasters or sudden and reasonably unforeseen events beyond the control of the permittee. [District Rule 4702]
Federally Enforceable Through Title V Permit

1. This engine shall not be used to produce power for the electrical distribution system, as part of a voluntary utility

demand reduction program, or for an interruptible power contract. [District Rule 4702] Federally Enforceable Through
Title V Permit

ONTINUE ON NEXT PAGE

%n the Facllity-wide Permit to Operate.

PERMIT UNI
These terms and condit
Facility Name: FRESNO/CLOVIS REGIONAL WWTP

Location: 5607 W JENSEN AVE FRESNO, CA 93706
€-55535-1 . Mar +7 2015 4:46PM — AHMADS



Permit Unit Requirements for C-535-35-1 (continued) Page 2 of 2

12. The permittee shall maintain monthly records of emergency and non-emergency operation. Records shall include the
number of hours of emergency operation, the date and number of hours of all testing and maintenance operations, the
purpose of the operation (for example: load testing, weekly testing, rolling blackout, general area power outage, efc.)
and records of operational characteristics monitoring. For units with automated testing systems, the operator may, as
an alternative to keeping records of actual operation for testing purposes, maintain a readily accessible written record
of the automated testing schedule. [District Rule 4702] Federally Enforceable Through Title V Permit

13. This engine shall be operated only for testing and maintenance of the engine, required regulatory purposes, and during
emergency situations. Operation of the engine for maintenance, testing, and required regulatory purposes shall not
exceed 50 hours per calendar year. [District Rules 2201 and 4702] Federally Enforceable Through Title V Permit

14. The permittee shall maintain monthly records of the type of fuel purchased. [District Rule 4702] Federally Enforceable
Through Title V Permit

15. All records shall be maintained and retained on-site for a minimum of five (5) years, and shall be made available for
District inspection upon request. [District Rule 4702] Federally Enforceable Through Title V Permit

Location: 5807 W JENSEN AVE FRESNO, CA 93708
C-535-35-4 : Mar 17 2015 4:40PM — AHMADS

These terms an $ & f t;:g Facility-wide Permit to Operate,
Facifity Name: FRESNO/CLOVIS REGIONAL WWTP C\KS



San Joaquin Valley
Air Pollution Control District

PERMIT UNIT: C-535-36-1 EXPI

EQUIPMENT DESCRIPTION: \
TRANSPORTABLE 300 BHP (INTERMITTENT) CATERPILLAR MODEL C9 TIER 3 CERTIFIED DIFSELFIRED
EMERGENCY STANDBY IC ENGINE POWERING A PUMP

PERMIT UNIT REQUIREMENTS

1. This engine shall be operated at one location or site at the facility for no more than 12 consecutive months. [District
Rule 2201 and 17 CCR 93116] Federally Enforceable Through Title V Permit

2. Particulate matter emissions shall not exceed 0.1 grains/dscf in concentration. {District Rule 4201] Federally
Enforceable Through Title V Permit

3. The exhaust stack shall vent vertically upward. The vertical exhaust flow shall not be impeded by a rain cap (flapper
ok), roof overhang, or any other obstruction. [District Rule 4102] Federally Enforceable Through Title V Permit

4. The engine shall be equipped with an operational nonresettable elapsed time meter or other APCO approved
alternative. [District Rule 4702] Federally Enforceable Through Title V Permit

5. Only CARB certified diesel fuel containing not more than 0.0015% sulfur by weight is to be used. [District Rules 2201
and 4801, and 17 CCR 93116] Federally Enforceable Through Title V Permit

6. Emissions from this IC engine shall not exceed any of the following limits: 2.6 g-NOx/bhp-hr, 2.3 g-CO/bhp-hr, or 0.1
g-VOC/bhp-hr. [District Rule 2201 and 17 CCR 93116] Federally Enforceable Through Title V Permit

7. Emissions from this IC engine shall not exceed 0.11 g-PM10/bhp-hr based on USEPA certification using ISO 8178 test
procedure. [District Rules 2201 and 4102, and 17 CCR 93116] Federally Enforceable Through Title V Permit

8. This engine shall be operated and maintained in proper operating condition as recommended by the engine
manufacturer or emissions control system supplier. [District Rule 4702] Federally Enforceable Through Title V Permit

9. During periods of operation for maintenance, testing, and required regulatory purposes, the permittee shall monitor the
operational characteristics of the engine as recommended by the manufacturer or emission control system supplier {for
example: check engine fluid levels, battery, cables and connections: change engine oil and filters; replace engine
coolant; and/or other operational characteristics as recommended by the manufacturer or supplier). [District Rule
4702] Federally Enforceable Through Title V Permit

10. An emergency situation is an unscheduled electrical power outage caused by sudden and reasonably unforeseen natural
disasters or sudden and reasonably unforeseen events beyond the control of the permittee. [District Rule 4702]
Federally Enforceable Through Title V Permit

[1. This engine shall not be used to produce power for the electrical distribution system, as part of a voluntary utility

demand reduction program, or for an interruptible power contract, [District Rule 4702] Federally Enforceable Through
Title V Permit

&' NTINUE ON NEXT PAGE
Facility-wide Permit to Operate.

PERMIT UNI
These terms and condi

Facility Name: FRESNO/GLOVIS REGIONAL WWTP
Location: 5607 W JENSEN AVE FRESNO, CA 3706

C-535-35-1: Mar 17 20615 4.40PM — ASMADS



Permit Unit Requirements for C-535-36-1 (continued) Page 2 of 2

12. The permittee shall maintain monthly records of emergency and non-emergency operation. Records shali include the
number of hours of emergency operation, the date and number of hours of all testing and maintenance operations, the
purpose of the operation (for example: load testing, weekly testing, rolling blackout, general area power outage, etc.)
and records of operational characteristics monitoring. For units with automated testing systems, the operator may, as
an alternative to keeping records of actual operation for testing purposes, maintain a readily accessible written record
of the automated testing schedule. [District Rule 4702] Federally Enforceable Through Title V Permit

13. This enginé shall be operated only for testing and maintenance of the engine, required regulatory purposes, and during
emergency situations. Operation of the engine for maintenance, testing, and required regulatory purposes shall not
exceed 50 hours per calendar year. [District Rules 220t and 4702] Federally Enforceable Through Title V Permit

14. The permittee shall maintain monthly records of the type of fuel purchased. [District Rule 4702] Federally Enforceable
Through Title V Permit

15. All records shall be maintained and retained on-site for a minimum of five (5) years, and shall be made available for
District inspection upon request. {District Rule 4702] Federally Enforceable Through Title V Permit

f t;:g Facility-wide Permit to Operate.

C.525-36-1: Mar 17 2015 4:40PM ~ AHMADS

These terms an i
Facility Name: FRESNOJ/CLOVIS REGIONAL WWTP
Location: 5607 W JENSEN AVE FRESNO, CA 93706



San Joaquin Valley
Air Pollution Control District

PERMIT UNIT: C-535-37-1 EXPIRA
EQUIPMENT DESCRIPTION: ‘
TRANSPORTABLE 300 BHP (INTERMITTENT) CATERPILLAR MODEL C9 TIER 3 CERTIFIED D -FIRED

EMERGENCY STANDBY IC ENGINE POWERING A PUMP

PERMIT UNIT REQUIREMENTS

1. This engine shall be operated at one location or site at the facility for no more than 12 consecutive months. [District
Rule 2201 and 17 CCR 9311 6] Federally Enforceable Through Title V Permit

2. Particulate matter emissions shall not exceed 0.1 grains/dscf in concentration. [District Rule 4201] Federally
Enforceable Through Title V Permit

3. The exhaust stack shall vent vertically upward. The vertical exhaust flow shall not be impeded by a rain cap (flapper
ok), roof overhang, or any other obstruction. [District Rule 4]02] Federally Enforceable Through Title V Permit

4. 'The engine shall be equipped with an operational nonresettable elapsed time meter or other APCO approved
alternative, [District Rule 4702] Federally Enforceable Through Title V Permit

5. Only CARB certified diesel fuel containing not more than 0.0015% sulfur by weight is to be used. [District Rules 2201
and 4801, and 17 CCR 93116] Federally Enforceable Through Title V Permit

6. Emissions from this IC engine shall not exceed any of the following limits: 2.6 g-NGx/bhp-hr, 2.3 g-CO/bhp-hr, or 0.1
g-VOC/bhp-hr, [District Rule 2201 and 17 CCR 93116] Federally Enforceable Through Title V Permit

7. Emissions from this IC engine shall not exceed 0.11 g-PM10/bhp-hr based on USEPA certification using ISO 8178 test
procedure. [District Rules 2201 and 4102, and 17 CCR 93116] Federally Enforceable Through Title V Permit

8. This engine shall be operated and maintained in proper operating condition as recommended by the engine
manufacturer or emissions control system supplier. [District Rule 4702] Federally Enforceable Through Title V Permit

9. During periods of operation for maintenance, testing, and required regulatory purposes, the permittee shall monitor the
operational characteristics of the engine as recommended by the manufacturer or emission control system supplier (for
example: check engine fluid levels, battery, cables and connections; change engine oil and filters; replace engine
coolant; and/or other operational characteristics as recommended by the manufacturer or supplier). [District Rule
4702] Federally Enforceable Through Title V Permit

10. An emergency situation is an unscheduled electrical power outage caused by sudden and reasonably unforeseen natural
disasters or sudden and reasonably unforeseen events beyond the control of the permitiee. [District Rule 4702]
Federally Enforceable Through Title V Permit

1. This engine shall not be used to produce power for the electrical distribution system, as part of a voluntary utility
demand reduction program, or for an interruptible power contract. [District Rule 4702 Federally Enforceable Through

Title V Permit
PERMIT UNI Q) ONTINUE ON NEXT PAGE
These terms and condit he Facllity-wide Permit to Operate.
Facility Name: FRESNO/CLOVIS REGIONAL WWTP

Location: 5607 W JENSEN AVE FRESNO, CA 83708
C-53527-1: Mar 17 2055 4.40P — AHMADS



Permit Unit Requirements for C-535-37-1 (continued) Page 2 of 2

12. The permittee shall maintain monthly records of emergency and non-emergency operation. Records shall include the
number of hours of emergency operation, the date and number of hours of all testing and maintenance operations, the
purpose of the operation (for example: load testing, weekly testing, rolling blackout, general area power outage, etc.)
and records of operational characteristics monitoring. For units with automated testing systems, the operator may, as
an alternative to keeping records of actual operation for testing purposes, maintain a readily accessible written record
of the automated testing schedule. [District Rule 4702] Federally Enforceable Through Title V Permit

13. This engine shall be operated only for testing and maintenance of the engine, required regulatory purposes, and during
emergency situations. Operation of the engine for maintenance, testing, and required regulatory purposes shall not
exceed 50 hours per calendar year. [District Rules 2201 and 4702] Federally Enforceable Through Title V Permit

14.  The permittee shall maintain monthly records of the type of fuel purchased. [District Rule 4702] Federally Enforceable
Through Title V Permit

15. All records shall be maintained and retained on-site for a minimum of five (5) years, and shall be made available for
District inspection upon request. [District Rule 4702] Federally Enforceable Through Title V Permit

Location: 5607 W JENSEN AVE FRESNGC, CA 93706
C-535-37-1: Mar 17 2015 4.40PM — AHMADS

1
These terms an tigﬂ rk %f t;:g Facility-wide Permit to Operate.
Facility Name: FRESNO/CLOVIS REGIONAL WWTP Gib



San Joaquin Valley
Air Pollution Control District

PERMIT UNIT: C-535-38-1 EXPIRA kﬁzma

EQUIPMENT DESCRIPTION:

TRANSPORTABLE 300 BHP (INTERMITTENT) CATERPILLAR MODEL C@ TIER 3 CERTIFIED DIESELFIRED
EMERGENCY STANDBY IC ENGINE POWERING A PUMP

PERMIT UNIT REQUIREMENTS

10.

11.

Facility Name: FRESNO/CLOVIS REGIONAL WWTP
Location: 5607 W JENSEN AVE FRESNQ, CA 93706

This engine shall be operated at one location or site at the facility for no more than 12 consecutive months. [District
Rule 2201 and 17 CCR 93116] Federally Enforceable Through Title V Permit

Particulate matter emissions shall not exceed 0.1 grains/dscf in concentration. [District Rule 4201] Federally
Enforceable Through Title V Permit

The exhaust stack shall vent vertically upward. The vertical exhaust flow shall not be impeded by a rain cap (flapper
ok), roof overhang, or any other obstruction. [District Rule 4102] Federally Enforceable Through Title V Permit

The engine shall be equipped with an operational nonresettable elapsed time meter or other APCO approved
alternative. [District Rule 4702] Federally Enforceable Through Title V Permit

Only CARB certified diesel fuel containing not more than 0.0015% sulfur by weight is to be used. [District Rules 2201
and 4801, and 17 CCR 93116] Federally Enforceable Through Title V Permit

Emissions from this IC engine shall not exceed any of the following limits: 2.6 g-NOx/bhp-hr, 2.3 g-CO/bhp-hr, or 0.1
g-VOC/bhp-hr. [District Rule 2201 and 17 CCR 93116] Federally Enforceable Through Title V Permit '

Emissions from this IC engine shall not exceed 0.11 g-PM10/bhp-hr based on USEPA certification using ISO 8178 test
procedure. [District Rules 2201 and 4102, and 17 CCR 93116] Federally Enforceable Through Title V Permit

This engine shall be operated and maintained in proper operating condition as recommended by the engine
manufacturer or emissions control system supplier. [District Rule 4702] Federally Enforceable Through Title V Permit

During periods of operation for maintenance, testing, and required regulatory purposes, the permittee shall monitor the
operational characteristics of the engine as recommended by the manufacturer or emission control system supplhier {for
example: check engine fluid levels, battery, cables and connections; change engine oil and filters; replace engine
coolant; and/or other operational characteristics as recommended by the manufacturer or supplier), [District Rule
4702] Federally Enforceable Through Title V Permit

An emergency situation is an unscheduled electrical power outage caused by sudden and reasonably unforeseen natural
disasters or sudden and reasonably unforeseen events beyond the control of the permittee, [District Rule 4702]
Federally Enforceable Through Title V Permit

This engine shall not be used to produce power for the electrical distribution system, as part of a voluntary utility

demand reduction program, or for an interruptible power contract. [District Rule 4702] Federally Enforceable Through
Title V Permit

PERMIT UNI
These terms and condi

DNTINUE ON NEXT PAGE
af\fhe Fadlity-wide Permit to Operate.

C-535-38-1: Mat 17 2015 4:40PM — AHMADS



Permit Unit Requirements for C-535-38-1 (continued) Page 2 of 2

12.

14.

15.

These terms an
Facility Name: FRESNO/CLOVIS REGIONAL WWTR

Location: 5807 W JENSEN AVE,FRESNO, CA 93706
C-535-38-1" Mar 17 2015 4:40PM ~ AHMADS

The permittee shall maintain monthly records of emergency and non-emergency operation. Records shall include the
number of hours of emergency operation, the date and number of hours of all testing and maintenance operations, the
purpose of the operation (for example: load testing, weekly testing, rolling blackout, general area power outage, etc.)
and records of operational characteristics monitoring. For units with automated testing systems, the operator may, as
an alternative to keeping records of actual operation for testing purposes, maintain a readily accessible written record
of the automated testing schedule. [District Rule 4702] Federally Enforceable Through Title V Permit

. This engine shall be operated only for testing and maintenance of the engine, required regulatory purposes, and during

emergency situations. Operation of the engine for maintenance, testing, and required regulatory purposes shall not
exceed 50 hours per calendar year. [District Rules 2201 and 4702] Federally Enforceable Through Title V Permit

The permittee shall maintain monthly records of the type of fuel purchased. [District Rule 4702] Federally Enforceable
Through Title V Permit

All records shall be maintained and retained on-site for a minimum of five (5) years, and shall be made available for
District inspection upon request. [District Rule 4702] Federally Enforceable Througk: Title V Permit

|
: %r@ f t;:g Facility-wide Permit to Operate.




San Joaquin Valley
Alr Pollution Control District

PERMIT UNIT: C-535-39-1 EXPIRA @016

EQUIPMENT DESCRIPTION:

TRANSPORTABLE 300 BHP (INTERMITTENT) CATERPILLAR MODEL C8 TIER 3 CERTIFIED FL-FIRED
EMERGENCY STANDBY IC ENGINE POWERING A PUMP

PERMIT UNIT REQUIREMENTS

10.

.

Facility Name: FRESNG/CLOVIS REGIONAL WWTP
Location: 5607 W JENSEN AVE, FRESNQ, CA 93706

This engine shall be operated at one location or site at the facility for no more than 12 consecutive months. [District
Rule 2201 and 17 CCR 93116] Federally Enforceable Through Title V Permit

Particulate matter emissions shall not exceed 0.1 grains/dscf in concentration. [District Rule 4201] Federally
Enforceable Through Title V Permit

The exhaust stack shall vent vertically upward. The vertical exhaust flow shall not be impeded by a rain cap (flapper
ok), roof overhang, or any other obstruction, [District Rule 4102] Federally Enforceable Through Title V Permit

The engine shall be equipped with an operational nonresettable elapsed time meter or other APCO approved
alternative. [District Rule 4702] Federally Enforceable Through Title V Permit

Only CARB certified diesel fuel containing not more than 0.0015% sulfur by weight is to be used. [District Rules 2201
and 4801, and 17 CCR 93116] Federally Enforceable Through Title V Permit

Emissions from this IC engine shall not exceed any of the following limits: 2.6 g-NOx/bhp-hr, 2.3 g-CO/bhp-hr, or 0.1
§-VOC/bhp-hr. [District Rule 2201 and 17 CCR 93116] Federally Enforceable Through Title V Permit

Emissions from this IC engine shall not exceed 0.11 g-PM10/bhp-hr based on USEPA certification using SO 8178 test
procedure. [District Rules 2201 and 4102, and 17 CCR 93116] Federally Enforceable Through Title V Permit

This engine shall be operated and maintained in proper operating condition as recommended by the engine
manufacturer or emissions control system supplier. [District Rule 4702] Federally Enforceable Through Title V Permit

During periods of operation for maintenance, testing, and required regulatory purposes, the permittee shall monitor the
operational characteristics of the engine as recommended by the manufacturer or emission control system supplier (for
example: check engine fluid levels, battery, cables and connections: change engine oil and filters; replace engine
coolant; and/or other operational characteristics as recommended by the manufacturer or supplier). [District Rule
4702} Federally Enforceable Through Title V Permit

An emergency situation is an unscheduled electrical power outage caused by sudden and reasonably unforeseen natural
disasters or sudden and reasonably unforeseen events beyond the control of the permittee. [District Rule 4702]
Federally Enforceable Through Title V Permit

This engine shall not be used to produce power for the electrical distribution systemn, as part of a voluntary utility

demand reduction program, or for an interruptible power contract. [District Rule 4702 ] Federally Enforceable Through
Title V Permit

PERMIT UN{
These terms and condj

DONTINUE ON NEXT PAGE
the FacTity-wide Permit to Operate.

C-535-38-1: Mar 17 2015 44098 ~ AHMADS



Rermit Unit Requirements for C-535-39-1 (continued) Page 2 of 2

12. The permittee shall maintain monthly records of emergency and non-emergency operation. Records shall include the
number of hours of emergency operation, the date and number of hours of all testing and maintenance operations, the
purpose of the operation (for example: load testing, weekly testing, rolling blackout, general area power outage, etc.)
and records of operational characteristics monitoring. For units with automated testing systems, the operator may, as
an alternative to keeping records of actual operation for testing purposes, maintain a readily accessible written record
of the automated testing schedule. [District Rule 4702] Federally Enforceable Through Title V Permit

13. This engine shall be operated only for testing and maintenance of the engine, required regulatory purposes, and during
emergency situations. Operation of the engine for maintenance, testing, and required regulatory purposes shall not
exceed 50 hours per calendar year. [District Rules 2201 and 4702] Federally Enforceable Through Title V Permit

14. The permittee shall maintain monthly records of the type of fue! purchased. [District Rule 4702] Federally Enforceable
Through Title V Permit

15, Al records shall be maintained and retained on-site for a minimum of five (5) years, and shall be made avajlable for
District inspection upon request. [District Rule 4702] Federally Enforceable Through Title V Permit

"

Location: 5607 W JENSEN AVE.FRESNO, CA 93706

C-535-38-1 Mar 17 2015 4:40PM ~ AHMADS

These terms an $ 3 f t;i Facility-wide Permit to Operate.
Facility Name: FRESNCG/CLOVIS REGIONAL WWTP [YS



San Joaquin Valley
Air Pollution Control District

PERMIT UNIT: C-535-40-1 EXP! N DATE 01/3112018

EQUIPMENT DESCRIPTION:

TRANSPORTABLE 300 BHP (INTERMITTENT) CATERPILLAR MODEL C9 TIER 3 CERTIFIED SEL-FIRED
EMERGENCY STANDBY IC ENGINE POWERING A PUMP

PERMIT UNIT REQUIREMENTS

10.

Il

G
t
Facility Name: FRESNO/CLOVIS REGIONAL WWTP
Location: 5607 W JENSEN AVE FRESNQ, CA 93706

This engine shall be operated at one location or site at the facility for no more than 12 consecutive months. [District
Rule 2201 and 17 CCR 93116] Federally Enforceable Through Title V Permit

Particulate matter emissions shall not exceed 0.1 grains/dscf in concentration. [District Rule 4201] Federally
Enforceable Through Title V Permit

The exhaust stack shall vent vertically upward. The vertical exhaust flow shall not be impeded by a rain cap (flapper
ok}, roof overhang, or any other obstruction. [District Rule 4102} Federally Enforceable Through Title V Permit

The engine shall be equipped with an operational nonresettable elapsed time meter or other APCO approved
alternative. [District Rule 4702] Federally Enforceable Through Title V Permit

Only CARB certified diesel fuel containing not more than 0.0015% sulfur by weight is to be used. [District Rules 2201
and 4801, and 17 CCR 93116] Federally Enforceable Through Title V Permit

Emissions from this IC engine shall not exceed any of the following limits: 2.6 g-NOx/bhp-hr, 2.3 g-CO/bhp-hr, or 0.1
g-VOC/bhp-hr. [District Rule 2201 and 17 CCR 93116] Federally Enforceable Through Title V Permit

Emissions from this IC engine shall not exceed 0.11 g-PM10/bhp-hr based on USEPA certification using ISO 8178 test
procedure. [District Rules 2201 and 4102, and 17 CCR 93116] Federally Enforceable Through Title V Permit

This engine shall be operated and maintained in proper operating condition as recommended by the engine
manufacturer or emissions control system supplier. [District Rule 4702] Federally Enforceable Through Title V Permit

During periods of operation for maintenance, testing, and required regulatory purposes, the permittee shall monitor the
operational characteristics of the engine as recommended by the manufacturer or emission control system supplier (for
example: check engine fluid levels, battery, cables and connections; change engine oil and filters; replace engine
coolant; and/or other operational characteristics as recommended by the manufacturer or supplier). [District Rule
4'702] Federally Enforceable Through Title V Permit :

An emergency situation is an unscheduled electrical power outage caused by sudden and reasonably unforeseen natural
disasters or sudden and reasonably unforeseen events beyond the control of the permittee. [District Rule 4702]
Federally Enforceable Through Title V Permit

This engine shall not be used to produce power for the electrical distribution system, as part of a voluntary utility
demand reduction program, or for an interruptible power contract, {District Rule 4702] Federally Enforceable Through
Title V Permit

PERMIT UNI
These terms and conaj

ONTINUE ON NEXT PAGE
the Fadlity-wide Permit to Operate.

C-535-40-1 : Mar 17 2015 4.40PM - AHMADS



Permit Unit Requirements for C-535-40-1 (continued) Page 2 of 2

12. The permittee shall maintain monthly records of emergency and non-emergency operation. Records shall include the
number of hours of emergency operation, the date and number of hours of all testing and maintenance operations, the
purpose of the operation (for example: load testing, weekly testing, rolling blackout, general area power outage, etc.)
and records of operational characteristics monitoring. For units with automated testing systems, the operator may, as
an alternative to keeping records of actual operation for testing purposes, maintain a readily accessible written record
of the automated testing schedule. [District Rule 4702} Federally Enforceable Through Title V Permit

13. This engineshall be operated only for testing and maintenance of the engine, required regulatory purposes, and during
emergency situations. Operation of the engine for maintenance, testing, and required regulatory purposes shall not
exceed 50 hours per calendar year. [District Rules 2201 and 4702] Federally Enforceable Through Title V Permit

14. The permittee shall maintain monthly records of the type of fuel purchased. [District Rule 4702] Federally Enforceable
Through Title V Permit

15. All records shall be maintained and retained on-site for a minimum of five (5) years, and shall be made available for
District inspection upon request. [District Rule 4702] Federally Enforceable Through Title V Permit

Location: 5607 W JENSEN AVE,FRESNC, CA 93706

©-535-40-1 1 Mar 17 2015 4.40PM ~ AHMADS

These terms an : QA f tég Facility-wide Permit to Operate.
Facility Name: FRESNO/CLOVIS REGIONAL WWTP W



San Joaquin Valley
Air Pollution Control District

PERMIT UNIT: C-535-41-1 EXPI

EQUIPMENT DESCRIPTION: ‘

TRANSPORTABLE 300 BHP (INTERMITTENT) CATERPILLAR MODEL C8 TIER 3 CERTIFIED D ESEL-FIRED
EMERGENCY STANDBY IC ENGINE POWERING A PUMP

PERMIT UNIT REQUIREMENTS

1. This engine shall be operated at one location or site at the facility for no more than 12 consecutive months. [District
Rule 2201 and 17 CCR 93116] Federally Enforceable Through Title V Permit

2. Particulate matter emissions shall not exceed 0.1 grains/dscf in concentration. {District Rule 4201] Federally
Enforceable Through Title V Permit

3. The exhaust stack shall vent vertically upward. The vertical exhaust flow shall not be impeded by a rain cap (flapper
ok), roof overhang, or any other obstruction. [District Rule 4102} Federally Enforceable Through Title V Permit

4. The engine shall be equipped with an operational nonresettable elapsed time meter or other APCO approved
alternative. [District Rule 4702] Federally Enforceable Through Title V Permit

5. Only CARB certified diesel fuel containing not more than 0.0015% sulfur by weight is to be used. [District Rules 2201
and 4801, and 17 CCR 93116] Federally Enforceable Through Title V Permit

6.  Emissions from this IC engine shall not exceed any of the following limits: 2.6 g-NOx/bhp-hr, 2.3 g-CO/bhp-hr, or 0.1
g-VOC/bhp-hr. [District Rule 2201 and 17 CCR 93116] Federally Enforceable Through Title V Permit

7. Emissions from this IC engine shall not exceed 0.11 g-PM10/bhp-hr based on USEPA certification using ISO 8178 test
procedure. [District Rules 2201 and 4102, and 17 CCR 93116] Federally Enforceable Through Title V Permit

8. This engine shall be operated and maintained in proper operating condition as recommended by the engine-
manufacturer or emissions control system supplier. [District Rule 4702] Federally Enforceable Through Title V Permit

9. During periods of operation for maintenance, testing, and required regulatory purposes, the permittee shall monitor the
operational characteristics of the engine as recommended by the manufacturer or emission control system supplier (for
example: check engine fluid levels, battery, cables and connections; change engine oil and filters; replace engine
coolant; and/or other operational characteristics as recommended by the manufacturer or supplier). [District Rule
4702} Federally Enforceable Through Title V Permit

10. An emergency situation is an unscheduled electrical power outage caused by sudden and reasonably unforeseen natural
disasters or sudden and reasonably unforeseen events beyond the control of the permittee. {District Rule 4702]
Federally Enforceable Through Title V Permit

11. This engine shall not be used to produce power for the electrical distribution system, as part of a voluntary utility

demand reduction program, or for an interruptible power contract. [ District Rule 4702] Federally Enforceable Through
Title V Permit

DNTINUE ON NEXT PAGE
he Facility-wide Permit to Operate.

Facility Name: FRESNO/CLOVIS REGIONAL WWTP
Location: 5607 W JENSEN AVE FRESNO, CA §3706

C-535-41-1: Mar 17 2015 4:40PV — AHMADS



Permit Unit Requirements for C-535-41-1 (continued) Page2of 2

12. The permittee shall maintain monthly records of emergency and non-emergency operation. Records shall include the
number of hours of emergency operation, the date and number of hours of all testing and maintenance operations, the
purpose of the operation (for example: load testing, weekly testing, rolling blackout, general area power outage, etc.)
and records of operational characteristics monitoring. For units with automated testing systems, the operator may, as
an alternative to keeping records of actual operation for testing purposes, maintain a readily accessible written record
of the automated testing schedule. [District Rule 4702] Federally Enforceable Through Title V Permit

13. This engine shall be operated only for testing and maintenance of the engine, required regulatory purposes, and during
emergency situations. Operation of the engine for maintenance, testing, and required regulatory purposes shall not
exceed 50 hours per calendar year. [District Rules 2201 and 4702} Federally Enforceable Through Title V Pérmit

14, The permittee shall maintain monthly records of the type of fuel purchased. [District Rule 4702] Federally Enforceable
Through Title V Permit

5. All records shall be maintained and retained on-site for 2 minimum of five (5) years, and shall be made available for
District inspection upon request. [District Rule 4702] Federally Enforceable Through Title V Permit

of the\ Facility-wide Permit to Operate.

These terms an
Facility Name: FRESNO/CLOVIS REGIONAL WWTP
Location: 5607 W JENSEN AVE FRESNO, CA 83705 J

C-535-41-1. Mar 17 2015 4.40PM — AHMADS



PERMIT UNIT: C-535-42-1 EXPI
EQUIPMENT DESCRIPTION:

San Joaquin Valley
Air Pollution Control District

EMERGENCY STANDBY IC ENGINE POWERING A PUMP

PERMIT UNIT REQUIREMENTS

10.

11.

Facility Name: FRESNO/CLOVIS REGIONAL WWTP
Location: 5607 W JENSEN AVE FRESNOQ, CA 93706

This engine shall be operated at one location or site at the facility for no more than 12 consecutive months. [District
Rule 2201 and 17 CCR 93116] Federally Enforceable Through Title V Permit

Particulate matter emissions shall not exceed 0.1 grains/dscf in concentration. [District Rule 420171 Federally
Enforceable Through Title V Permit

The exhaust stack shall vent vertically upward. The vertical exhaust flow shall not be impeded by a rain cap (flapper
ok), roof overhang, or any other obstruction. [District Rule 4102] Federally Enforceable Through Title V Permit

The engine shall be equipped with an operational nonresettable elapsed time meter or other APCO approved
alternative. [District Rule 4702} Federally Enforceable Through Title V Permit

Only CARB certified diesel fuel containing not more than 0.0015% sulfur by weight is to be used. [District Rules 2201
and 4801, and 17 CCR 93116] Federally Enforceable Through Title V Permit

Emissions from this IC engine shall not exceed any of the following limits: 2.6 g-NOx/bhp-hr, 2.3 g-CO/bhp-hr, or 0.1
g-VOC/bhp-hr. [District Rule 2201 and 17 CCR 93116] Federally Enforceable Through Title V Permit

Emissions from this 1C engine shall not exceed 0.11 g-PM10/bhp-hr based on USEPA certification using ISO 8178 test
procedure. [District Rules 2201 and 4102, and 17 CCR 93116] Federally Enforceable Through Title V Permit

This engine shall be operated and maintained in proper operating condition as recommended by the engine
manufacturer or emissions control system supplier. [District Rule 4702] Federally Enforceable Through Title V Permit

During periods of operation for maintenance, testing, and required regulatory purposes, the permittee shall monitor the
operational characteristics of the engine as recommended by the manufacturer or emission control system supplier (for
example: check engine fluid levels, battery, cables and connections; change engine oil and filters; replace engine
coolant; and/or other operational characteristics as recommended by the manufacturer or supplier). [District Rule
4702] Federally Enforceable Through Title V Permit

An emergency situation is an unscheduled electrical power outage caused by sudden and reasonably unforeseen natural
disasters or sudden and reasonably unforeseen events beyond the control of the permittee. [District Rule 4702]
Federally Enforceable Through Title V Permit

This engine shall not be used to produce power for the electrical distribution system, as part of a voluntary utility

demand reduction program, or for an interruptible power contract. [District Rule 4702} Federally Enforceable Through
Title V Permit

PERMIT UNI
These terms and condj

ONTINUE ON NEXT PAGE
the Facility-wide Permit to Operate,

C-535-42-1: Mar 17 2015 &.40PM — AHMADS



Permit Unit Requirements for C-535-42-1 (continued) Page 2 of 2

12. The permittee shall maintain monthly records of emergency and non-emergency operation. Records shall include the
number of hours of emergency operation, the date and number of hours of all testing and maintenance operations, the
purpose of the operation (for example: load testing, weekly testing, rolling blackout, general area power outage, etc.)
and records of operational characteristics monitoring. For units with automated testing systems, the operator may, as
an alternative to keeping records of actual operation for testing purposes, maintain a readily accessible written record
of the automated testing schedule. [District Rule 4702] Federally Enforceable Through Title V Permit

13. This engine shall be operated only for testing and maintenance of the engine, required regulatory purposes, and during
emergency situations. Operation of the engine for maintenance, testing, and required regulatory purposes shall not
exceed 50 hours per calendar year. [District Rules 2201 and 4702] Federally Enforceable Through Title V Permit

14. The permittee shall maintain monthly records of the type of fuel purchased. [District Rule 4702] Federally Enforceable
Through Title V Permit

15. All records shall be maintained and retained on-site for a minimum of five (5) years, and shall be made available for
District inspection upon request. [District Rule 4702] Federally Enforceable Through Title V Permit

Location: 5607 W JENSEN AVE FRESNO, CA 93708
C-535-42-% - Mar 172015 4.40PH - AHMADS

These terms an : érk %ﬁ t;g Eacility-wide Permit to Operate.
Facility Name: FRESNO/CLOVIS REGIONAL WWTP OKS |



ATTACHMENT B

Authorities to Construct No.
(C_—535-—29-0 thru *-42-0)



San joaquin Valley
AIR POLLUTION CONTROL DISTRICT

AUTHORITY TO CONSTRUCT

PERMIT NO: C-535-28-0 ISBSUANCE DATE: 01/27/2015
LEGAL OWNER OR OPERATOR: FRESNO/CLOVIS REGIONAL WWTP
MAILING ADDRESS: 6607 W JENSEN AVE
FRESNO, CA 93708
LOCATION: 5607 W JENSEN AVE

FRESNQ, CA 93708

EQUIPMENT DESCRIPTION:

TRANSPORTABLE 300 BHP (INTERMITTENT) CATERPILLAR MODEL C9 TIER 3 CERTIFIED DIESEL-FIRED
EMERGENCY STANDBY IC ENGINE POWERING A PUMP {REVISED 2/25/15)

CONDITIONS

{.  The facility shall submit an application to modify the Title V permil in accordance with the timeframes and procedures
of District Rule 2520. [District Rule 2520] Federaily Enforceable Through Title V Permit

2. This engine shall be operated at one location or site at Lhe [acility for no more than 12 consecutive months. {District
Rule 2201 and 17 CCR 93116]

3. Noair contaminant shall be released into the atmosphere which causes a public nuisance. [District Rule 4102]

4. No air contaminant shall be discharged into the aimosphere for a period or periods aggregating more than three
minutes in any one hour which is as dark as, or darker than, Ringelmann 1 or 20% opacity. [District Rule 4101]

3. Particulate matter emissions shall not exceed 0.1 grains/dscf in concentration. [District Rule 42013

6. The exhaust stack shall vent vertically upward. The vertical exhaust flow shall not be impeded by a rain cap (flapper
ok), roof overhang, or any other obstruction. [District Rule 4102}

7. The engine shall be equipped with an operational nonresettable clapsed time meter or cther APCO approved
alternative. [District Rule 4702]

8. Only CARB certified diese! fuel containing not more than 0.0015% sulfur by weight is to be used. [District Rules 2201
© and 4801, and 17 CCR 93116]

9. Emissions from this IC engine shall not exceed any of the following limits: 2.6 g-NOxsbhp-he, 2.3 g-CO/bhp-hr, or 0.1
-V OC/bhp-hr. [Dl:tnct Rule 2201 and 17 CCR 93116)
CONDITIONS CONTINUE ON NEXT PAGE

YOU MUST NOTIFY THE DISTRICT COMPLIANCE DIVISION AT {559} 230-5950 WHEN CONSTRUCTION IS COMPLETED AND PRIOR TO
OPERATING THE EQUIPMENT OR MODIFICATIONS AUTHORIZED BY THIS AUTHORITY TO CONSTRUCT. This is NOT & PERMIT TO OFERATE.
Approvel or denial of a PERMIT TO OPERATE will be made after an inspection lo verify that the equipment has been constructed in accordance with the
approved plans, specifications and conditions of this Authority 1o Construct, and to determine if the equipment can be operated in compliance with all
Rules and Regulations of the San Joaquin Valiey Unified Air Pallution Controf District. Unless construction has commenced pursuant to Rule 2050, this
Authority to Construct shall expire and application shall be cancelled two years from the date of issuance. The applicant is responsible for complying with
all laws, ordinances and regulstions of 2l other governmental agencies which may pertain to the above equipment.

Seyed Sadredin, Executive Director / APCO

('(

{ Arnaud Wiarjol Iel Dlrecmr of Permn Ser\nces

'\ ’C Fe::‘i I 23V L AHMADS soel g ton NG Reguied

S Central Regiona! Office » 1980 E. Getiysburg Ave. » Fresno, CA 83726 » (559) 230-5800 « Fax (559) 230-6081



Conditions for C-535-28-0 (continued) Page 2 of 2

10.

11,

12,

13.

15,

16,

17,
18.

Emissions from this IC engine shall not exceed 0.11 g-PM10/bhp-hr based on USEPA certification using ISO 8178 test
procedure. [District Rules 2201 and 4102, and 17 CCR 93116]

This engine shall be operated and maintained in proper operating condition as recommended by the engine
manufacturer or emissions control system supplier. [District Rule 4702]

During periods of operation for maintenance, testing, and required regulatory purposes, the permittee shatl monitor the
operational characteristics of the engine as recommended by the manufacturer or emission control system supplier (for
example: check engine fluid levels, battery, cables and connections; change engine oil and filters; replace engine

coolant; and/or other operational characteristics as recommended by the manufacturer or supplier). [District Rule
4702]

An emergency situation is an unscheduled electrical power outage caused by sudden and reasonably unforeseen natural
disasters or sudden and reasonably unforeseen events beyond the control of the permittee. [District Rule 4702)

This engine shall not be used to produce power for the electrical distribution system, as part of a voluntary utility
demand reduction program, or for an interruptible power contract, [District Rule 4702]

The permittee shall maintain monthly records of emergency and non-emergency operation. Records shall include the
number of hours of emergency operation, the date and number of hours of all testing and maintenance operations, the
purpose of the operation (for example: load testing, weekly testing, rolling blackout, general area power outage, etc.)
and records of operational characteristics monitoring. For units with automated festing systems, the operator may, as
an alternative to keeping records of actual operation for testing purposes, maintain a readily accessible written record
of the automated testing schedule. [District Rule 4702]

This engine shall be operated only for testing and maintenance of the engine, required regulatory purposes, and during
emergency situations. Operation of the engine for maintenance, testing, and required regulatory purposes shall not
exceed 50 hours per calendar year. [District Rules 2201 and 4702]

The permittee shall maintain monthly records of the type of fuel purchased. [District Rule 4702]

All records shall be maintained and retained on-site for a minimum of five (5) years, and shall be made available for
District inspection upon request. [District Rule 4702]

C-SI5200 - Fot 25 2015 221PM - AHMADS
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San Joaguin Valley

AIR POLLUTION CONTROL BISTRICT

AUTHORITY TO CONSTRUCT

PERMIT NO: C-535-30-0 ISSUANCE DATE: 01/27/2015
LEGAL OWNER OR OPERATOR: FRESNO/CLOVIS REGIONAL WWTP
MAILING ADDRESS: 5607 W JENSEN AVE
FRESNO, CA 83708
LOCATION: 5607 W JENSEN AVE

FRESNQ, CA 83706

EQUIPMENT DESCRIPTION:
TRANSPORTABLE 300 BHP (INTERMITTENT) CATERPILLAR MODEL Cg TIER 3 CERTIFIED DIESEL-FIRED
EMERGENCY STANDBY IC ENGINE POWERING A PUMP (REVISED 2/25/15)

CONDITIONS

I. The facility shall submit an application to modify the Title V permit in accordance with the timeframes and procedures
of District Rule 2520. [District Rule 2520] Federally Enforceable Through Title V Permit

[ 3

This engine shall be operated at one location or site at the lacility for no more than 12 consecutive months. [District

Rule 2201 and 17 CCR 93116]
3. No air contaminant shall be released into the atmosphere which causes a public nuisance, [District Rule 4102}

4. No air contaminant shall be discharged into the atmosphere for a period or periods aggregating more than three
minutes it any one hour which is as dark as, or darker than, Ringelmann 1 or 20% opacity. [District Rule 4101]

5. Particulate matter emissions shall not exceed 0.1 grains/dscf in concentration. [District Rule 4201]

6. The exhaust stack shall vent vertically upward., The vertical exhaust flow shait not be impeded by a rain cap (flapper
ok), roof overhang, or any other ebstruction. [District Rule 4102]

7. The engine shall be equipped with an operational nonresettable clapsed time meter or cther APCO approved
altlernative. [ District Rule 4702]

8. Only CARB certified diesel fuel containing not more than ¢.00135% sulfur by weight is to be used. {District Rules 2201
and 4801, and 17 CCR 93116]

Y. Emissions from this IC engine shall not exceed any of the following limits; 2.6 ¢-NOx/bhp-hr, 2.3 g-CO/bhp-hr, or 0.1
a-VOC/bhp-hr. [District Rule 2201 and 17 CCR 93116]
CONDITIONS CONTINUE ON NEXT PAGE
YOU MUST NOTIFY THE DISTRICT COMPLIANCE DIVISION AT (559) 230-5850 WHEN CONSTRUCTION IS COMPLETED AND PRIOR TO
OPERATING THE EQUIPMENT OR MODIFICATIONS AUTHORIZED 8Y THIS AUTHORITY TO CONSTRUCT,. This is NOT a PERMIT TC OPERATE.
Approval or denial of @ PERMIT TO OPERATE will be made after an inspection to verify that the equipment has been constructed in accordance with the
approved plans, specifications and conditions of this Authorily to Construct, and to determine if the equipment can be operated in compliance with all
Rules and Regulations of the San Joaquin Valiey Unifieg Air Pollution Control District.  Unless construction has commenced pursuant to Rule 2050, this

Authorily to Construct shall expire and application shall be cancelled two years from the date of issuance. The agplicant is responsible for complying with
all laws, ordinances and regulations of ali other governmental agencies which may periain to ihe above eguipment.

Seyed Sadredin, Executive Director / APCO

- -

P "

{ ! - e / . ,

Arnaud Marjolig Jis

Director of Permit Services

Gk 303 FeaTU LR THPNM o Ry iDE Intzgchisn NOT Requies

~ Central Regional Office « 1690 E. Gettysburg Ave. « Fresno, CA 93726 o (559) 230.5800 » Fax (559) 230-8081



Conditions for C-535-30-0 {continued) Page 2 of 2

10.

il

12.

13.

14,

13,

16,

17,
18.

Emissions from this IC engine shall not exceed 0.11 g-PM10/bhp-hr based on USEPA certification using ISO 8178 test
procedure. [District Rules 2201 and 4102, and 17 CCR 93116]

This engine shall be operated and maintained in proper operating condition as recommended by the engine
manufacturer or emissions control system supplier. [District Rule 4702]

During periods of operation for maintenance, testing, and required regulatory purposes, the permittee shall monitor the
operational characteristics of the engine as recommended by the manufacturer or emission control system supplier (for
example: check engine fluid levels, battery, cables and connections; change engine oil and filters; replace engine
coolant; and/or other operational characteristics as recommended by the manufacturer or supplier). [ District Rule
4702]

An emergency situation is an unscheduled electrical power outage caused by sudden and reasonably unforeseen natural
disasters or sudden and reasonably unforeseen events beyond the control of the permittee. [District Rule 4702]

This engine shall not be used to produce power for the electrical distribution system, as part of a voluntary utility
demand reduction program, or for an interruptible power contract. [District Rule 47021

The permittee shall maintain monthly records of emergency and non-emergency operation. Records shall include the
number of hours of emergency operation, the date and number of hours of all testing and maintenance operations, the
purpose of the operation (for example: load testing, weekly testing, rolling blackout, general area power outage, etc.)
and records of operational characteristics monitoring. For units with automated testing systems, the operator may, as
an alternative to keeping records of actual operation for testing purposes, maintain a readily accessible written record
of the automated testing schedule. [District Rule 4702]

This engine shall be operated only for testing and maintenance of the engine, required regulatory purposes, and during
emergency situations. Operation of the engine for maintenance, testing, and required regulatory purposes shall not
exceed 50 hours per calendar year. [District Rules 2201 and 4702)

The permittee shall maintain monthly records of the type of fuel purchased. [District Rule 4702]

All records shall be maintained and retained on-site for a minimum of five (5) years, and shall be made available for
District inspection upon request. {District Rule 4702]

C535-30-0 - Fab 25 2015 2 JIPM = AHIMADS
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San Joaguin Valley

AIR POLLUTION CONTROL BISTRICT

EALTHY A

AUTHORITY TO CONSTRUCT

PERMIT NO: C-535-31-0 ISSUANCE DATE: 01/27/2015
LEGAL OWNER OR OPERATOR: FRESNO/CLOVIS REGIONAL WWTP
MAILING ADDRESS;: 5607 W JENSEN AVE
FRESNO, CA 83708
LOCATION: 5607 W JENSEN AVE

FRESNO, CA 83706

EQUIPMENT DESCRIPTION:

TRANSPORTABLE 300 BHP (INTERMITTENT) CATERPILLAR MODEL C9 TIER 3 CERTIFIED DIESEL-FIRED
EMERGENCY STANDBY |1C ENGINE POWERING A PUMP (REVISED 2/25/15}

CONDITIONS

1. The facility shalt submit an application to modify the Title V permit in accordance with the timeframes and procedures
of District Rule 2520, [District Rule 2520] Federally Enforceable Through Title V Permit

2. This engine shall be operated at one location or site at the facility for no more than 12 consecutive months. [District
Rule 2201 and 17 CCR 93116]
3. Noair contaminant shall be released into the atmosphere which causes a public nuisance. {District Rule 4102]

4. No air contaminant shall be discharged into the atmosphere for a period or periods aggregating more than three
minutes in any one hour which is as dark as, or darker than, Ringelmann | or 20% opacity. [District Rule 4101]

wh

Particulate matter emissions shall not exceed 0.1 grains/dsef in concentration. [District Rule 4201]

6. The exhaust stack shall vent vertically upward. The vertical exhaust flow shall not be impeded by a rain cap (flapper
ok). roof overhang, or any other abstruction. [District Rule 4102]

7. The engine shall be equipped with an operational nonresettable clapsed time meter or cther APCO approved
alternative. [District Rule 4702]

3. Only CARB certified diesel fuel containing not more than 0.0015% sulfur by weight °s 1o be used. [District Rules 2201
and 4801, and 17 CCR 93116]

9. Emissions from this 1C engine shall not exceed any of the follewing limits: 2.6 g-NOx/bhp-hr, 2.3 g-CO/bhp-hr, or 0.1
g-VOC/bhp-hr. [District Rule 2201 and 17 CCR 93116]
CONDITIONS CONTINULE ON NEXT PAGE

YOU MUST NOTIFY THE DISTRICT COMPLIANCE DIVISION AT (559) 230-5850 WHEN CONSTRUCTION 1S COMPLETED AND PRICR TOQ
OPERATING THE EQUIPMENT CR MODIFICATIONS AUTHORIZEDR BY THIS AUTHORITY TO CONSTRUCT. This is NOT a PERMIT TO OPERATE.
Approvai or denial of a PERMIT TQ OFERATE will be made afier an inspection to verify that the equipment has been construcied in accordance with the
approved plans, specifications and conditions of this Aulhority to Construct, and o determine if the equipment can be operated in compliance with all
Rules and Regulations of the San Joaguin Vailey Unified Air Pollution Centrol District.  Unless construclion has commenced pursuant to Rule 2050, this
Authority te Construct shall expire and application shall be cancelled two years from the date of issuance. The applicant is responsibie for complying with
all laws, ordinances and reguiations of all other governmental agencies which may pertain to the above equipment.

Seyed Sadredin, Executive Director / APCO

)
i

~

f ;Arnaud Marjollet, Director of PEfmit Services

i

(300 Tez 35‘.;}"5 F 3O L nmpaADRS Jusetimgzestion NG Hezvited
¥

Central Regiona! Office « 1980 E. Gellysburg Ave. « Fresno, CA 93728 « (559) 230-5800 » Fax (558) 230-6061



Conditions for C-535-31-0 {continued) . ' Page 2 of 2

10.

1.

12.

i3.

14,

15,

16.

i8.

Emissions from this IC engine shall not exceed 0.11 g-PM10/bhp-hr based on USEPA certification using ISO 8178 test
procedure. [District Rules 2201 and 4102, and 17 CCR 931 i6]

This engine shall be operated and maintained in proper operating condition as recommended by the engine
manufacturer or emissions control system supplier. [District Rule 4702]

During periods of operation for maintenance, testing, and required regulatory purposes, the permittee shall monitor the
operational characteristics of the engine as recommended by the manufacturer or emission control system supplier (for
example: check engine fluid levels, battery, cables and connections; change engine oil and filters; replace engine
coolant; and/or other operational characteristics as recommended by the manufacturer or supplier). [District Rule
4702]

An emergency situation is an unscheduled electrical power outage caused by sudden and reasonably unforeseen natural
disasters or sudden and reasonably unforeseen events beyond the control of the permittee. [District Rule 4702]

This engine shall not be used to produce power for the electrical distribution system, as part of a voluntary utility
demand reduction program, or for an interruptible power contract. [District Rule 4702]

The permittee shall maintain monthly records of emergency and non-emergency operation. Records shall include the
number of hours of emergency operation, the date and number of hours of all testing and maintenance operations, the
purpose of the operation (for example: load testing, weekly testing, rolling blackout, general area power outage, etc.)
and records of operational characteristics monitoring. For units with automated testing systems, the operator may, as
an alternative to keeping records of actual operation for testing purposes, maintain a readily accessible written record
of the automated testing schedule. [District Rule 4702]

This engine shall be operated only for testing and maintenance of the engine, required regulatory purposes, and during
emergency situations. Operation of the engine for maintenance, testing, and required regulatory purposes shall not
exceed 50 hours per calendar year. [District Rules 2201 and 4702]

The permittee shall maintain monthly records of the type of fuel purchased. [District Rule 4702]

Al records shall be maintained and retained on-site for a minimum of five {5} years, and shall be made available for
District inspection upon request. [District Rule 4702]

C-E3531-0: Feb 252015 2:31PM — AKMADS



van Joaguin Valley
AIR POLLUTION CONTROL DISTRICT

AUTHORITY TO CONSTRUCT

PERMIT NO: {-535-32-0 ISSUANCE DATE: 01/27/2015
LEGAL OWNER OR OPERATOR: FRESNO/CLOVIS REGIONAL WWTP
MAILING ADDRESS: 5607 W JENSEN AVE
FRESNGC, CA 93706
LOCATION: 5607 W JENSEN AVE

FRESNGC, CA 83708

EQUIPMENT DESCRIPTION:

TRANSPORTABLE 300 BHP (INTERMITTENT) CATERPILLAR MODEL C9 TIER 3 CERTIFIED DIESEL-FIRED
EMERGENCY STANDBY IC ENGINE POWERING A PUMP (REVISED 2/25/15)

CONDITIONS

I. The facility shall submit an application to modify the Title V permit in accordance with the timeframes and procedures
of District Rule 2520. [District Rule 2520] Federally Enforceable Through Title V Penmit

2. This engine shali be operated at one location or site at the facility for no more than 12 consecutive months. [District
Rule 2201 and 17 CCR 93116]
3. No air contaminant shall be released inte the atimosphere which causes a public nuisance. [District Rule 4102]

4. No air contaminant shall be discharged into the atmosphere for a period or periods aggregating more than three
minutes in any one hour which is as dark as, or darker than, Ringelmann 1 or 20% opacity. {District Rule 4101

th

Particulate matier emissions shall not exceed ¢.1 grains/dscf in concentration. [District Rule 4201]

6. The exhaust stack shall vent vertically upward. The vertical exhaust flow shall not be impeded by a rain cap (flapper
ok), roof overhang, or any other obstruction. [District Rule 4102]

-}

The engine shall be equipped with an operational nonresettable elapsed time meter or other APCO approved
alternative, [District Rule 4702)

3. Only CARB certified diesel fuel containing not more than 0.0015% sulfur by weight s to be used. [District Rules 2201
and 4801, and 17 CCR 93116]

0. Emissions from this [C engine shall not exceed any of the following limits: 2.6 g-NOx/bhp-hr, 2.3 g-CO/bhp-hr, or 0.1
g-VOCibhp-hr. [District Rule 2201 and 17 CCR 93116]
CONDITIONS CONTINUE ON NEX'T PAGE

YOU MUST NOTIFY THE DISTRICT COMPLIANCE DIVISION AT (559) 230-5950 WHEN CONSTRUCTION IS COMPLETED AND PRIOR TO
OFERATING THE EQUIPMENT OR MODIFICATIONS AUTHORIZED BY THIS AUTHORITY TO CONSTRUCT. This is NOT a PERMIT TO OPERATE.
Approval or denial of 3 PERMIT TO OPERATE will be rmade after an inspection to verify that the equipment has been constructed in accordance with the
approved plans, specifications and conditions of this Autherity to Constiuct, and o determine if the equipment can be operated in compliance with ali
Rules and Regulations of the San Joaquin Valley Unified Air Poliution Control District. Unless construction has commenced pursuant e Rule 2050, this
Authority fo Construct shail expire and application shali be cancelied two years from the date of issuance. The applicant is responsible for complying with
ali laws, ordinances and regulations of alf other governmental agencies which may pertain to the above equipment

Seyed Sadredin, Executive Director f APCO

! T { =
TArmaud Marjeilet, Director of Permit Services
N CJ.‘J?}-L‘E-J .:c‘t L RTIE T IIPM - RAIRDS doamimgparien KDY Regured

v Central Regional Office » 1990 E. Getlysburg Ave. « Fresno, CA 93726 « (558) 230-590C « Fax (559) 230-6061



Conditions for C-535-32-0 (continued) Page 2 of 2

10.

1.

12.

13.

14,

16.

17.
18.

Emissions from this IC engine shall not exceed 0.11 g-PM10/bhp-hr based on USEPA certification using ISO 8178 test
procedure. [District Rules 2201 and 4102, and 17 CCR 931 16]

This engine shall be operated and maintained in proper operating condition as recommended by the engine
manufacturer or emissions control system supplier. [District Rule 4702)

During periods of operation for maintenance, testing, and required regulatory purposes, the permittee shall monitor the
operational characteristics of the engine as recommended by the manufacturer or emission control system supplier (for
example: check engine fluid levels, battery, cables and connections; change engine oii and filters; replace engine
coolant; and/or other operational characteristics as recommended by the manufacturer or supplier). {District Rule
4702]

An emergency situation is an unscheduled electrical power outage caused by sudden and reasonably unforeseen natural
disasters or sudden and reasonably unforeseen events beyond the control of the permittee. [District Rule 4702

This engine shall not be used to produce power for the electrical distribution system, as part of a voluntary utility
demand reduction program, or for an interruptible power contract. {District Rule 4702]

- The permittee shall maintain monthly records of emergency and non-emergency operation. Records shall include the

number of hours of emergency operation, the date and number of hours of all testing and maintenance operations, the
purpose of the operation (for example: load testing, weekly testing, rolling blackout, general area power outage, etc.)
and records of operational characteristics monitoring. For units with automated testing systems, the operator may, as
an alternative to keeping records of actual operation for testing purposes, maintain a readily accessible written record
of the automated testing schedule. [District Rule 4702]

This engine shall be operated only for testing and maintenance of the engine, required regulatory purposes, and during
emergency situations. Operation of the engine for maintenance, testing, and required regulatory purposes shall not
exceed 50 hours per calendar year. [District Rules 2201 and 4702)

The permittee shall maintain monthly records of the type of fuel purchased. [District Rule 4702]

All records shall be maintained and retained on-site for a minimum of five (5) years, and shall be made available for
District inspection upon request. [District Rule 4702] '

CAI522:0 Feb 25 2005 Z MPM - AMBARDS



San Joaguin Valley
AIR POLLUTION CONTROL DISTRICT HEALTHY

AUTHORITY TO CONSTRUCT

PERMIT NO: C-535-33-0 ISSUANCE DATE: 01/27/2015
LEGAL OWNER OR OPERATOR: FRESNO/CLOVIS REGIONAL WWTP :
MAILING ADDRESS: 5607 W JENSEN AVE
FRESNG, CA 93708
LOCATION: 5607 W JENSEN AVE

FRESNG, CA 53706

EQUIPMENT DESCRIPTION:
TRANSPORTABLE 300 BHP (INTERMITTENT) CATERPILLAR MODEL C¢ TIER 3 CERTIFIED DIESEL-FIRED
EMERGENCY STANDBY 1C ENGINE POWERING A PUMP (REVISED 2/25/15)

CONDITIONS

I, The facility shall submit an application to modify the Title V permit in accordance with the timeframes and procedures
of District Rule 2520. [District Rule 2520} Federally Enlorceable Through Title V Permit

[2]

This engine shall be operated at one location or site at the facility for no more than 12 consecutive months, [District
Rule 2201 and 17 CCR 93116}

3. Noair contaminant shall be released into the atmosphere which causes a public nuisance. [District Rule 4102]

4, No air contaminant shali be discharged into the atmosphere {for a period or periods aggregating more than three
minutes in any one hour which is as dark as, or darker than, Ringelmann 1 or 20% opacity. [District Rule 4101]

5. Particulate matter emissions shall not exceed 0.1 grains/dsc{ in concentration. [District Rule 4201}

6. The exhaust stack shall vent vertically upward. The vertical exhaust flow shall not be impeded by a rain cap (flapper
ok}, roof overkang, or any other obstruction. [District Rule 4102]

7. The engine shall be equipped with an operational nonresettable elapsed time meter or cther APCO approved
alternative, [District Rule 4702]

8. Only CARB certified diesel fuel containing not more than 0.0013% sulfur by weight s to be used. [District Rules 2201
and 4801, and |7 CCR 93116] '

9. Emissions from this IC engine shall not exceed any of the following limits: 2.6 g-NOw/Ghp-hr, 2.3 g-CO/bhp-hr, or 0.1
g2-VOC/bhp-hr. {District Rule 2201 and 17 CCR 9311§]
CONDITIONS CONTINUE ON NEXT PAGE

YOU MUST NOTIFY THE DISTRICT COMPLIANCE DIVISION AT (559) 230-5950 WHEN CONSTRUCTION 1S COMPLETED AND PRIOR TO
QPERATING THE EQUIPMENT OR MODIFICATIONS AUTHORIZED BY THIS AUTHORITY TC CONSTRUCT. This is NOT a PERMIT TO OPERATE.
Approvail or denial of a PERMIT TO OPERATE will be made after an inspection to verify that the equipment has been constructed in accordance with the
approved plans, specifications and conditions of this Authority to Construct, and to determine if the equipment can be operated in compliance with all
Rutes and Regulations of the San Joaquin Valley Unified Air Pollution Control District. Unless construction has commenced pursuant to Rule 2050, this
Autharity te Construct shall expire and application shall be cancelled two years from the date of issuance. The apgplicant is responsible for complying with
alt laws, ordinances and regulations of all other governmentai agencies which may pertain to the above equipment.

Seyed Sadredin, Executive Direcior ! APCQ

'

i ‘ “wmw.ﬂ.‘f;’.' Y .
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{ i Arnaud Narjcliet, Direclor of Permif Services
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' Central Regionzal Office « 1890 E. Gellysburg Ave. ¢ Fresno, CA 93726 » (559) 230-5900 « Fax (5598) 23C-6061



Conditions for C-535-33-0 (continued) Page2of2
10. Emissions from this IC engine shall not exceed 0.11 g-PM10/bhp-hr based on USEPA certification using ISO 8178 test

11,

12.

13,

14.

13.

17.
18.

procedure. [District Rules 2201 and 4102, and 17 CCR 93116)

This engine shall be operated and maintained in proper operating condition as recommended by the engine
manufacturer or emissions control system supplier, [District Rule 4702]

During periods of operation for maintenance, testing, and required regulatory purposes, the permittee shall monitor the
operational characteristics of the engine as recommended by the manufacturer or emission control system supplier (for
example: check engine fluid levels, battery, cables and connections; change engine oil and filters; replace engine

coolant; and/or other operational characteristics as recommended by the manufacturer or supplier). [District Rule
4702]

An emergency situation is an unscheduled electrical power outage caused by sudden and reasonably unforeseen natural
disasters or sudden and reasonably unforeseen events beyond the control of the permittee. [District Rule 4702]

This engine shall not be used to produce power for the electrical distribution system, as part of 2 voluntary utility
demand reduction program, or for an interruptible power contract. [District Rule 4702]

The permittee shall maintain monthly records of emergency and non-emergency operation. Records shall include the
number of hours of emergency operation, the date and number of hours of all testing and maintenance operations, the
purpose of the operation (for example: load testing, weekly testing, rolling blackout, general area power outage, eic.)
and records of operational characteristics monitoring. For units with automated testing systems, the operator may, as
an alternative to keeping records of actual operation for testing purposes, maintain a readily accessible written record
of the automated testing schedule. [District Rule 4702]

This engine shall be operated only for testing and maintenance of the engine, required regulatory purposes, and during
emergency situations. Operation of the engine for maintenance, testing, and required regulatory purposes shall not
exceed 50 hours per calendar year. [District Rules 2201 and 4702]

The permittee shall maintain monthly records of the type of fuel purchased. [District Rule 4702]

All records shall be maintained and retained on-site for a minimum of five (5) years, and shall be made available for
District inspection upon request. [District Rule 4702]

LAIS330 Fab 252015 3 MPU— AHMADS



San Joaquin Valley

RiR POLLUTION CONTROL DISTRICT

AUTHORITY TO CONSTRUCT

PERMIT NO: C-535-34-0 ISSUANCE DATE: 01/27/2015
LEGAL OWNER OR OPERATOR: FRESNOICLOVIS REGIONAL WWTP
MAILING ADDRESS: 3607 W JENSEN AVE
FRESNO, CA 83708
LOCATION: 5607 W JENSEN AVE

FRESNO, CA 93706

EQUIPMENT DESCRIPTION:
TRANSPORTABLE 300 BHP (INTERMITTENT) CATERPILLAR MODEL C8 TIER 3 CERTIFIED DIESEL-FIRED
EMERGENCY STANDBY IC ENGINE POWERING A PUMP (REVISED 2/25/15)

CONDITIONS

1. The facility shall submit an application to modify the Title V permit in accordance with the timeframes and procedures
of District Rule 2520. {District Rule 2520} Federally Enforceable Through Title ¥V Permit

.2

This engine shall be operated at ane location or site at the facility for no more than 12 consecutive months, [District
Rule 2201 and 17 CCR 93116]

No air contaminant shall be released into the atmosphere which causes a public nuisance. [District Rule 4102]

L3

4. No air contaminant shall be discharged into the atmosphere for a period or periods aggregating more than three
minutes in any onc hour which is as dark as, or darker than, Ringelmann 1 or 20% opacity. [District Rule 4101 ]

(3]

Particulate matter emissions shall not exceed 0.1 grains/dsef in concentration. {District Rule 4201]

6. The exhaust stack shall vent vertically upward. The vertical exhaust flow shall not be impeded by a rain cap (flapper
ok). roef overhang, or any other obstruction. [District Rule 4102)

7. The engine shall be equipped with an operational nonresertable elapsed time meter or other APCO approved
alternative. [District Rule 4702)

8. Only CARB certified diesel fuel containing not more than 0.0015% sulfur by weight is to be used. {District Rules 2201
and 4801, and |7 CCR 93116]

9. Emissions from this IC engine shall not exceed any of the lallowing Himits: 2.6 g-NOx/bhp-hr, 2.3 g-CO/bhp-hr, or 0.1
g-VOC/bhp-hr, [District Rule 2201 and 17 CCR 93116]
CONDITIONS CONTINUE ONNEXT PAGE

YOU MUST NOTIFY THE DISTRICT COMPLIANCE DIVISION AT (559) 230-5950 WHEN CONSTRUCTION 1S COMPLETED AND PRIOR TC
QPERATING THE EQUIPMENT OR MODIFICATIONS AUTHORIZED BY THIS AUTHORITY TO CONSTRUCT, This is NOT a PERMIT TO OPERATE.
Approval or denial of a PERMIT TO OPERATE wili be made after an inspection to verify that the equipment has been constructed in accordance with the
approved plans, specifications and conditions of this Authority to Construct, and to determine ¥ the equipment can be cperated in compliance with ail
Rules and Regulations of the San Joaguin Valley Unified Air Polution Control District. Unless construction has commenced pursuant to Rule 2050, this
Authority to Construct shall expire and application shall be cancetled two years from the date of issuance. The applicant is responsible for complying with
all laws, ordinances and regulations of all other governmental agencies which may pertain to {he above equipment,

Seved Sadredin, Executive Director / APCO

2 o
) : ’
J:f’s ¥ T Ty “u
{ Amaud Marjollet Drector o-Penei Services
o GeEEL340 Feai‘:-s/zai THPN - AHLADRE  ontinizechsn ROT Reqater

Central Regional Office « 1920 E. Getlysburg Ave. » Fresno, CA 83728 » (550) 230-5900 » Fax (559) 230-6061



Conditions for C-535-34-0 (continued) : Page2 of 2

10.

.

12.

£3.

14.

Is.

17.
18.

Emissions from this IC engine shall not exceed 0.11 g-PMI(/bhp-hr based on USEPA :zertification using ISO 8178 test
procedure. [District Rules 2201 and 4102, and 17 CCR 93116]

This engine shall be operated and maintained in proper operating condition as recommended by the engine
manufacturer or emissions control system supplier. [District Rule 4702]

During periods of operation for maintenance, testing, and required regulatory purposes, the permittee shall monitor the
operational characteristics of the engine as recommended by the manufacturer or emission control system supplier (for
example: check engine fluid levels, battery, cables and connections; change engine oil and filters; replace engine
coolant; and/or other operational characteristics as recommended by the manufacturer or supplier), [ District Rule
4702]

An emergency situation is an unscheduled electrical power outage caused by sudden and reasonably unforeseen natural
disasters or sudden and reasonably unforeseen events beyond the control of the permittee. [District Rule 4702}

This engine shall not be used to produce power for the electrical distribution system, as part of a voluntary utility
demand reduction program, or for an interruptible power contract, [District Rule 4702]

The permittee shall maintain monthly records of emergency and non-emergency operation. Records shall include the
number of hours of emergency operation, the date and number of hours of all testing and maintenance operations, the
purpose of the operation (for example: load testing, weekly testing, rolling blackout, general area power outage, etc.)
and records of operational characteristics monitoring. For units with automated testing systems, the operator may, as
an alternative to keeping records of actual operation for testing purposes, maintain a readily accessible written record
of the automated testing schedule. [District Rule 4702]

. This engine shall be operated only for testing and maintenance of the engine, required regulatory purposes, and during

emergency situations. Operation of the engine for maintenance, testing, and required regulatory purposes shall not
exceed 50 hours per calendar year. [District Rules 2201 and 4702]

The permittee shall maintain monthly records of the type of fuel purchased. [District Rule 4702]

All records shall be maintained and retained on-site for a minimum of five (5) years, and shall be made available for
District inspection upon request. [District Rule 4702)

535344 Feb 25 2015 2 1IPM - AHMADS



AIR PE}LLH}N CONTROL DISTRICT E’%Eﬁ%ﬁ%? ;&g |

AUTHORITY TO CONSTRUCT

PERMIT NO: C-535-35-0 ISSUANCE DATE: 01/27/2015
LEGAL OWNER OR OPERATOR: FRESNO/CLOVIS REGIONAL WWTP
MAILING ADDRESS: 5607 W JENSEN AVE
' FRESNQ, CA 93708
LOCATION: 5607 W JENSEN AVE

FRESNO, CA 937086

EQUIPMENT DESCRIPTION:

TRANSPORTABLE 300 BHP {INTERMITTENT) CATERPILLAR MODEL C9 TIER 3 CERTIFIED DIESEL-FIRED
EMERGENCY STANDRY I1C ENGINE POWERING A PUMP (REVISED 2/25/15)

CONDITIONS

1. The facility shali submit an application to modify the Title V permit in accordance with the timeframes and procedures
of District Rule 2529. [District Rule 2520] Federally Enforceable Through Tile V Permit

2. This engine shall be operated at one location or site at the facility for no more than 12 consecutive monihs, [District
Rule 2201 and 17 CCR 93116]

3. No air contaminant shall be released inte the atmosphere which causes a public avisance. [Distriet Rule 4102}

4. No air contaminant shall be discharged inte the atmosphere for a period or periods aggregating more than three
minutes in any one hour which is as dark as, or darker than, Ringelmann | or 20% opacity. [District Rule 4101]

5. Particulaie matter emissions shall not exceed 0.1 grains/dscl in concentration. [District Rule 42017

6. The exhaust stack shal! vent vertically upward. The vertical exhaust flow shall not be impeded by a rain cap (flapper
ok), roof overhang, or any other obstruction. [District Rule 4102}

7. The engine shall be cquipped with an operational nonresettable elapsed time meter or cther APCO approved
alternative. {District Rule 4702]

& Only CARB certified diesel fuel containing not more than 0.0015% sulfur by weight is to be used, [District Rules 2201
and 4801, and 17 CCR 93116]

9. Emissions from this IC engine shall not exceed any of the following limits: 2.6 g-NOwbBhp-hr, 2.3 g-CO/bhp-hr, or ¢.1
g-VOUC/bhp-hw, [District Rule 2201 and 17 CCR 93116]
CONDITIONS CONTINUE ON NEXT PAGE

YOU MUST NOTIFY THE DISTRICT COMPLIANCE DIVISION AT {559) 230-5950 WHEN CONSTRUCTION IS COMPLETED AND PRICR TO
OPERATING THE EQUIPMENT OR MODIFICATIONS AUTHORIZED BY THIS AUTHORITY TO CONSTRUCT. This is NOT a PERMIT TO OPERATE.
Approval or denial of a PERMIT TO OPERATE wilil be made after an inspection to verify that the equipment has been constructed in accordance with the
approved plans, specifications and conditions of this Authority to Construct, and to determine if the equipment can be operated in compliance with all
Rules and Reguiations of the San Joaguin Valley Unified Air Poliution Contrel District.  Unless construction has commenced pursuant to Rule 2050, this
Authority to Construct shall expire and applicziion shall be cancalled two years from the date of issuance. The applicant is responsible for complying with
all iaws, ordinances and regulations of all other governmeantal agencies which may pertain {o the above equipment

Seyed Sadredin, Executive Director / APCO

(/\ e
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Conditions for C-535-35-0 {(continued) Page 2 of 2

10. Emissions from this IC engine shall not exceed 0.11 g-PM10/bhp-hr based on USEPA certification using ISO 8178 test
procedure. [District Rules 2201 and 4102, and 17 CCR 93116}

11. This engine shall be operated and maintained in proper operating condition as recommended by the engine
manufacturer or emissions control system supplier. [District Rule 4702]

12. During periods of operation for maintenance, testing, and required regulatory purposes, the permittee shall monitor the
operational characteristics of the engine as recommended by the manufacturer or emission control system supplier (for
example: check engine fluid levels, battery, cables and connections; change engine oil and filters; replace engine

coolant; and/or other operational characteristics as recommended by the manufacturer or supplier). [District Rule
4702]

13. An emergency situation is an unscheduled electrical power outage caused by sudden and reasonably unforeseen natural
disasters or sudden and reasonably unforeseen events beyond the control of the permittee. [District Rule 4702]

I4. This engine shall not be used to produce power for the electrical distribution system, as part of a voluntary utility
demand reduction program, or for an interruptible power contract. [District Rule 4702)

I5. The permittee shall maintain monthly records of emergency and non-emergency operation. Records shall include the
number of hours of emergency operation, the date and number of hours of all testing and maintenance operations, the
purpose of the operation (for example: load testing, weekly testing, rolling blackout, general area power outage, etc.)
and records of operational characteristics monitoring. For units with automated testing systems, the operator may, as
an alternative to keeping records of actual operation for testing purposes, maintain a readily accessible written record
of the automated testing schedule, [District Rule 4702)

16. This engine shall be operated only for testing and maintenance of the engine, required regulatory purposes, and during
emergency situations. Operation of the engine for maintenance, testing, and required regulatory purposes shall not
exceed 50 hours per calendar year. [District Rules 2201 and 4702]

17, The permittee shall maintain monthly records of the type of fuel purchased. [District Rule 4702)

18. All records shall be maintained and retained on-site for a minimum of five (5) years, and shall be made available for
District inspection upon request. [District Rule 4702]

C-535A5-0 Fed 252015 2.39PM - AMMADIE
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San Joaquin Valley ¥
AIR POLLUTION CONTROL DISTRICT | HEALTHY &

AUTHORITY TO CONSTRUCT

PERMIT NO: C-535-36-0 ISSUANCE DATE: 01/27/2015
LEGAL OWNER OR OPERATOR: FRESNO/CLOVIS REGIONAL WWTP
MAILING ADDRESS: 5807 W JENSEN AVE
FRESNO, CA 937086
LOCATION: 5607 W JENSEN AVE

FRESNO, CA 23708

EQUIPMENT DESCRIPTION:
TRANSPORTABLE 300 BHP (INTERMITTENT} CATERPILLAR MODEL C9 TIER 3 CERTIFIED DIESEL-FIRED
EMERGENCY STANDBY IC ENGINE POWERING A PUMP (REVISED 2/25/15)

CONDITIONS

1. The facility shall submit an application to modify the Title V permit in accordance with the timeframes and procedures
of District Rule 2520, [District Rule 2520} Federally Enforceable Through Title V Permit

2. This engine shall be operated at one location or site at the facility for no more than 12 consecutive months. [District
Rule 2201 and 17 CCR 93116}

3. No air contaminant shail be released inte the atmosphere which causes a public nuisance, [District Rule 4102]

4. No air contaminant shall be discharged into the atmosphere for a period or periods aggregating more than three
minutes in any one hour which is as dark as, or darker than, Ringelmann | or 20% opacity. [District Rule 4101]

5. Particulate matter emissions shall not exceed 0.1 grains/dscf in concentration. [District Rule 42011

6. The exhaust stack shall vent vertically upward. The vertical exhaust flow shall not be “mpeded by a rain cap (flapper
ok), roof averhang, or any other obstruction, [District Rule 41021

7. The engine shall be equipped with an operational nonresetiable elapsed sime meter or other APCO approved
alternative. [District Rule 4702)

8. Only CARB certified diescl fuel containing not more than 0.0015% suifur by weight is to be used. [District Ruies 2201
and 4801, and 17 CCR 93116]

9. Emissions from this IC engine shall not exceed any of the following limits: 2.6 g-NOx/bhip-he, 2.3 g-CO/bhp-hr, or 0.1
g-VOC/bhp-hr. {District Rule 2201 and 17 CCR 93116]
CONDITIONS CONTINUE ON NEXT PAGE

YOU MUST NOTIFY THE DISTRICT COMPLIANCE DIVISION AT {559} 230-595¢ WHEN CONSTRUCTION IS COMPLETED AND PRIOR TQ
OPERATING THE EQUIPMENT OR MODIFICATIONS AUTHORIZED BY THIS AUTHORITY TO CONSTRUCT. This is NOT a PERMIT TO OPERATE.
Approval or denial of a PERMIT TO OPERATE will be made after an inspection lo verify that the equipment has 2een constructed in accordance with the
approved plans, specifications and conditions of this Authority to Construct, and to determine i the equipment can be operated in compliance with gll
Rules and Regulations of the San Joaguin Valley Unified Air Pollution Control District,  Unless construction has commenced pursuant to Rule 2050, this
Autherity te Construct shall expire and application shall be cancelied two years from the date of issuance. The applicant is responsible for complying with
all laws, ordinances and regulations of all other governmentz! agencies which may pertain to the above equipment.

Seyed Sadredin, Executive Director / APCO
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Conditions for C-535-36-0 (continued) Page20f2

16.

11.

12,

13.

14.

16,

17.
13.

Emissions from this IC engine shall not exceed 0.11 g-PM10/bhp-hr based on USEPA certification using ISO 8178 test
procedure, [District Rules 2201 and 4102, and 17 CCR 93116]

This engine shall be operated and maintained in proper operating condition as recommended by the engine
manufacturer or emissions control system supplier. [District Rule 4702]

During periods of operation for maintenance, testing, and required regulatory purposes, the permittee shall monitor the
operational characteristics of the engine as recommended by the manufacturer or emission control system supplier {for
example: check engine fluid levels, battery, cables and connections; change engine oil and filters; replace engine
coolant; and/or other operational charactetistics as recommended by the manufacturer or supplier). [District Rule
4702]

An emergency situation is an unscheduled electrical power outage caused by sudden and reasonably unforeseen natural
disasters or sudden and reasonably unforeseen events beyond the control of the permittee. [District Rule 4702]

This engine shall not be used to produce power for the electrical distribution system, as part of a voluntary utility
demand reduction program, or for an interruptible power contract, {District Rule 4702]

The permittee shall maintain monthly records of emergency and non-emergency operation. Records shall include the
number of hours of emergency operation, the date and aumber of hours of all testing and maintenance operations, the
purpose of the operation (for example: load testing, weekly testing, rolling blackout, general area power outage, etc.)
and records of operational characteristics monitoring. For units with automated testing systems, the operator may, as
an alternative to keeping records of actual operation for testing purposes, maintain a readily accessible written record
of the automated testing schedule. [District Rule 4702]

This engine shall be operated only for testing and maintenance of the engine, required regulatory purposes, and during
emergency situations. Operation of the engine for maintenance, testing, and required regulatory purposes shall not
exceed 50 hours per calendar year. [District Rules 2201 and 4702]

The permittee shail maintain monthly records of the type of fuel purchased. [District Rule 4702]

All records shall be maintained and retained on-site for a minimum of five (5) years, and shall be made available for
District inspection upon request. {District Rule 4702]

C535-05-0° Fab 252015 2.31PM ~ AHMADS



San Joaguin Valley L )
AIR POLLUTION CONTROL DISTRICT HEALTHY Al

AUTHORITY TO CONSTRUCT

PERMIT NO: C-535-37-0 ISSUANCE DATE: 01/27/2015
LEGAL OWNER OR OPERATOR: FRESNQ/CLOVIS REGIONAL WWTP
MAILING ADDRESS: 5607 W JENSEN AVE
FRESNO, CA G3708
LOCATION: 5607 W JENSEN AVE

FRESNO, CA 83706

EQUIPMENT DESCRIPTION:

TRANSPORTABLE 300 BHP (INTERMITTENT) CATERPILLAR MODEL C8 TIER 3 CERTIFIED DIESEL-FIRED
EMERGENCY STANDBY IC ENGINE POWERING A PUMP (REVISED 2/25/15)

CONDITIONS

1. The facility shall submit an application to modify the Title V permit in accordance with: the timeframes and procedures
of District Rule 2520, {District Rule 2320] Federally Enforceable Through Title V Permit

2. This engine shali be operated at one location or site at the facility for no more than 12 cansecutive months. [District
Rule 2201 and 17 CCR 93116]

3. Noair contaminant shall be released into the atmosphere which causes a public nuisance, [District Rule 4102}

4. Noair contaminant shall be discharged into the aumosphere for a period or periods aggregating more than three
minutes in any one hour which is as dark as, or darker than, Ringelmann I or 20% opacity. [District Rule 4101]

5. Particulate matter emissions shall not exceed 0.1 grains/dsct in concentration. [District Rule 42(1 ]

6. The exhaust stack shall vent vertically upward. The vertical exhaust flow shall not be impeded by a rain cap (flapper
ok). roof overhang, or any other obstruction. {District Rule 4102}

-

The engine shall be equipped with an operational nonresettable clapsed time meter or other APCO approved
alternative. [District Rule 4702}

8. Only CARDB certified dicse! fuel containing not more than 0.0013% sulfur by weight is to be used. [District Rules 2201
and 4801, and 17 CCR 93116]

9. Emissions from this [C engine shall not exceed any of the following limits: 2.6 g-NOx/bhp-hr, 2.3 ¢-CO/bhp-hr, or 0.1
g-VOU/bhp-hr. [District Rule 2201 and 17 CCR 93116]
CONDITIONS CONTINUE ON NEXT PAGE
YOU MUST NOTIFY THE DISTRICT COMPLIANGE DIVISION AT (559) 230-5950 WHEN CONSTRUCTION IS COMPLETED AND PRIOR TO
OPERATING THE EQUIPMENT OR MODIFICATIONS AUTHORIZED BY THIS AUTHORITY TO CONSTRUCT. This is NOT & PERMIT TO OPERATE.
Approval or denial of a PERMIT TO OPERATE will be made after an inspection to verify that the equipment has been constructed in accordance with the
approved plans, specifications and conditions of this Authority to Construct, and to determine if the equipment czn be operated in compliance with alf
Rules and Reguiations of the San Joaguin Valley Unified Air Pollution Contret District.  Unless construction has commenced pursuant to Rule 2050, this

Authority to Construct shall expire and application shail be cancelled two years from the date of issuance. The applicant is responsitle for complying with
all laws, ordinances and reguiations of all other governmental agencies which may pertain to the above equipment

Seyed Sadredin, Executive Director f APCO

LA o

‘Arnaud Marjollet’ Dlrector GT Permit Serwces

- u.a__: VIR L AMDADE o apactoh NOT Reqeted

' Central Regional Cffice = 1980 £. Gettysburg Ave. « Fresno, CA 83726 « (558) 230-5900 » Fax (558) 230-5061



Conditions for C-535-37-0 (continued) Page 2 of 2

10
1.

12.

13.

14,

l6.

17
18.

Emissions from this IC engine shall not exceed 0.11 g-PM10/bhp-hr based on USEPA certification using ISO 8178 test
procedure. [District Rules 2201 and 4102, and 17 CCR 93116]

This engine shall be operated and maintained in proper operating condition as recommended by the engine
manufacturer or emissions control system supplier. [District Rule 4702}

During periods of operation for maintenance, testing, and required regulatory purposes, the permittee shall monitor the
operational characteristics of the engine as recommended by the manufacturer or emission control system supplier (for
example: check engine fluid levels, battery, cables and connections; change engine oil and filters; replace engine
coolant; and/or other operational characteristics as recommended by the manufacturer or supplier). [District Rule
4702}

An emergency situation is an unscheduled electrical power outage caused by sudden ard reasonably unforeseen natural
disasters or sudden and reasonably unforeseen events beyond the control of the permittee, [District Rule 4702]

This engine shall not be used to produce power for the electrical distribution system, as part of a voluntary utility
demand reduction program, or for an interruptible power contract. [District Rule 4702]

The permittee shall maintain monthly records of emergency and non-emergency operation. Records shall include the
number of hours of emergency operation, the date and number of hours of all testing and maintenance operations, the
purpose of the operation (for example: load testing, weekly testing, rolling blackout, general area power outage, etc.)
and records of operational characteristics monitoring. For units with automated testing systems, the operator may, as
an alternative to keeping records of actual operation for testing purposes, maintain a readily accessibie written record
of the automated testing schedule. [District Rule 4702]

This engine shall be operated only for testing and maintenance of the engine, required regulatory purposes, and during
emergency situations. Operation of the engine for maintenance, testing, and required regulatory purposes shall not
exceed 50 hours per calendar year. [District Rules 2201 and 4702]

The permittee shall maintain monthly records of the type of fuel purchased. [District Rule 4702)

All records shall be maintained and retained on-site for a minimum of five (5) years, and shall be made available for
District inspection upon request. [District Rule 4702]

C-E3FAT-0 Feb 251015 23TPM — AHIMARS.



/"

san Joaguin Valle
AIR POLLUTION CONTROL DISTRIET HEALTHY AT

AUTHORITY TO CONSTRUCT

PERMIT NO: C-535-38-0 ISSUANCE DATE: 01/27/2015
LEGAL OWNER OR OPERATOR: FRESNOQ/CLOVIS REGIONAL WWTP
MAILING ADDRESS: 5607 W JENSEN AVE
FRESNO, CA 93708
LOCATION: 5607 W JENSEN AVE

FRESNO, CA 93706

EQUIPMENT DESCRIPTION:

TRANSPORTABLE 300 BHP (INTERMITTENT) CATERPILLAR MODEL C8 TIER 3 CERTIFIED DIESEL-FIRED
EMERGENCY STANDBY iC ENGINE POWERING A PUMP (REVISED 2/25/15)

CONDITIONS

L. The facility shall submit an application to madify the Title V permit in accordance with the timeframes and procedures
of District Rule 2520. [District Rule 2320] Federally Enforceable Through Title V Permit

2. This engine shalf be operated at one location or site at the facility for no more than 12 consecutive months. [District
Rule 2201 and 17 CCR 93116]

3. No air contaminant shall be released into the atmosphere which causes a public nuisance. [District Rule 4102}

4. No air contaminant shall be discharged into the atmosphere for a period or periods agaregating more than three
minutes in any one hour which is as dark as, or darker than, Ringelmann 1 or 20% opacity. [District Rule 4101]

5. Particulate matter emissions shall not exceed 0.1 grains/dsct in concentration. {District Rule 4201]

6. The exhaust stack shall vent vertically upward. The vertical exhaust flow shall not be impeded by a rain cap (flapper
ok). roof overhang, or any other obstruction. [District Rule 4102]

/. The engine shall be equipped with an operatianal nonresetiable elapsed time meter or ather APCQO approved
aiternative. |District Rule 4702]

8. Only CARB certified diesei fuel containing not more than 0.0015% sulfur by weight is to be used. [District Rules 2201
and 4801, and 17 CCR 93116}

9. Emissions from this [C engine shall not exceed any of the following limits: 2.6 g-NOx/bhp-hr, 2.3 g-CO/bhp-hr, or 0.1
g-VOC/bhp-hr. [District Rule 2201 and 17 CCR 93116]
CONDITIONS CONTINUE ON NEXT PAGE

YOU MUST NOTIFY THE DISTRICT COMPLIANCE DIVISION AT {550) 230-5050 WHEN CONSTRUCTION [S COMPLETED AND PRIOR TO
OPERATING THE EQUIPMENT OR MCOIFICATIONS AUTHORIZED BY THIS AUTHORITY TO CONSTRUCT, This is NOT a PERMIT TO OPERATE.
Approval er denial of a PERMIT TO OPERATE will be made afier an ingpecticn to verify that the equipment has been constructed in accordance with the
approved plans, specifications and conditions of this Authority to Construct, and 1o determine if the equipment can be operated in compliance with all
Rules and Regulations of the San Joaquin Valtey Unified Air Pollution Contrel District.  Unless construction has commenced pursuant to Rule 2050, this
Authority to Construct shall expire and application shafl be cancelied two years from the date of issuance. The applicant is responsible for complying with
all laws, ordinances and regulations of all other goveramental agencies which may pertain to the above equipment.

Seyed Sadredin, Executive Director / APCQ

~y
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Arnaud Marjol Ier”:hrec‘\oro*f Permlt Serv;ces
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\Central Regional Office « 1980 £, Getlysburg Ave. « Fresno, CA 937268 « (559) 230-5900 « Fax (559) 23C-6061



Conditions for C-535-38-0 {continued) Page 2 of 2

10.

1L

12.

i4.

i5.

16.

17.
i8.

Emissions from this IC engine shall not exceed 0.11 g-PM10/bhp-hr based on USEPA certification using ISO 8178 test
procedure. [District Rules 2201 and 4102, and 17 CCR 93116]

This engine shall be operated and maintained in proper operating condition as recommended by the engine
manufacturer or emissions control system supplier. {District Rule 4702]

During periods of operation for maintenance, testing, and required regulatory purposes, the permittee shall monitor the
operational characteristics of the engine as recommended by the manufacturer or emission control system supplier (for
example: check engine fluid levels, battery, cables and connections; change engine oi! and filters; replace engine
coolant; and/or other operational characteristics as recommended by the manufacturer or supplier). [District Rule
4702]

- An emergency situation is an unscheduled electrical power outage caused by sudden and reasonably unforeseen natural

disasters or sudden and reasonably unforeseen events beyond the control of the permittee. [District Rule 4702)

This engine shall not be used to produce power for the electrical distribution system, as part of a voluntary utility
demand reduction program, or for an interruptible power contract, {District Rule 4702]

The permittee shall maintain monthly records of emergency and non-emergency operation. Records shall include the
number of hours of emergency operation, the date and number of hours of all testing and maintenance operations, the
purpose of the operation (for example: load testing, weekly testing, rolling blackout, general area power outage, etc.)
and records of operational characteristics monitoring. For units with automated testing systems, the operator may, as
an alternative to keeping records of actual operation for testing purposes, maintain a readily accessible written record
of the automated testing schedule. [District Rule 4702]

This engine shall be operated only for testing and maintenance of the engine, required regulatory purposes, and during
emergency situations. Operation of the engine for maintenance, testing, and required regulatory purposes shall not
exceed 50 hours per calendar year. [District Rules 2201 and 4702]

The permittee shall maintain monthly records of the type of fuel purchased. [District Rule 4702]

All records shall be maintained and retained on-site for a minimum of five (5) years, and shall be made available for
District inspection upon request. [District Rule 4702)

C535-38-Q * Feb 25 2013 2 31PM — AHMADS



San Joaquin Valley
AIR POLLUTION CONTROL DISTRICY

AUTHORITY TO CONSTRUCT

PERMIT NO: C-535-39-0 [SSUANCE DATE: 01/27/2015
LEGAL OWNER OR OPERATOR: FRESNO/CLOVIS REGIONAL WWTP
MAILING ADDRESS: 5607 W JENSEN AVE
FRESNG, CA 93706
LOCATION: 5607 W JENSEN AVE

FRESNO, CA 83706

EQUIPMENT DESCRIPTION:
TRANSPORTABLE 300 BHP (INTERMITTENT) CATERPILLAR MODEL C8 TIER 3 CERTIFIED DIESEL-FIRED
EMERGENCY STANDBY IC ENGINE POWERING A PUMP (REVISED 2/25/15)

CONDITIONS

I. The facility shall submit an application to modify the Title V penmit in accordance with the timeframes and procedures
of District Rule 2320. [District Rule 2520] Federally Enforceable Through Title V Permit

2. This engine shalt be operated at one location or site at the facility for no more than 12 consecutive months. [District
Rule 2261 and 17 CCR 931 14]

3. No air contammant shall be released into the atmosphere which causes a public nuisance, [District Rule 4102}

4. No air contaminant shall be discharged into the atmosphere {or a period or periods aggregating more than three
_ . g ! v | P ggregating nu
minuies in any one hour which is as dark as, or darker than, Ringelmann | or 20% opacity. [District Rule 4101]

tr

Particulate matter emissions shall not exceed (.1 grains/dscl in concentration. [Pistrict Rule 4201}

6. The exhaust stack shall vent vertically upward. The vertical exhaust flow shall not be impeded by a rain cap (flapper
ok}, roof overhang, or any other obstruction. [District Rule 4102]

7. The engine shall be equipped wilh an operational nonresetiable clapgsed time meter or other APCO approved
alternative, [District Rule 4702]

3. Only CARB certified diesel fuel containing not more than 0.0015% sulfur by weight is to be used. {District Rules 2201
and 4801, and 17 CCR 93116}

9. Emissions from this IC engine shall not excecd any of the {oliowing limits: 2.6 g-NOx/bhp-hr, 2.3 g-CO/bhp-hr, or 0.1
g-VOC/bhp-hr. [District Rule 2201 and 17 CCR 93116}
CONDITIONS CONTINULE ON NEXT PAGE

YOU MUST NOTIFY THE DISTRICT COMPLIANCE DIVISION AT (559} 230-5950 WHEN CONSTRUCTION 15 COMPLETED AND PRIOR TO
OPERATING THE EQUIPMENT OR MODIFICATIONS AUTHORIZED BY THIS AUTHORITY TO CONSTRUCT, This is NOT a PERMIT TO OPERATE,
Approval or denial of a PERMIT TO QPERATE will be made after an inspection to verify that the equipment has been consiructed in accordance with the
approved plans, specifications and conditions of this Authority to Construct, and to determing if the equipment can be operated in compliance with all
Rules and Regulations of the San Joaquin Valiey Unified Air Poliution Control District. Unless construction has sammenced pursuant to Rule 2050, this
Authority fo Construct shall expire and application shal be cancelled two years from the date of issuance, The applicant is responsible for complying with
all laws, ordinances and regulations of 2fl other governmental agencies which may pentain to the above equipment.

Seyed Sadredin, Executive Director / APCCO

o
A . .
¢ -

U Arnaud Marjollet, Director of Permil Services

COSORLERG FeuliliNi0 I o AeGAlN eetingiosian HDY fogared
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 Central Regional Office « 1890 E. Gettysburg Ave, « Fresno, CA 93726 « {559) 230-5900 « Fax (559) 230-6051



Conditions for C-535-39-0 (continued) Page 2 of 2

10,

11.

12,

13.

15.

17.
£8.

Emissions from this IC engine shall not exceed 0.11 g-PM10/bhp-hr based on USEPA certification using ISO 8178 test
procedure. [District Rules 2201 and 4102, and 17 CCR 93116}

This engine shall be operated and maintained in proper operating condition as recommended by the engine
manufacturer or emissions control system supplier. [District Rule 4702]

During periods of operation for maintenance, testing, and required regulatory purposes, the permittee shall monitor the
operational characteristics of the engine as recommended by the manufacturer or emission control system supplier (for
example: check engine fluid levels, battery, cables and connections; change engine oil and filters; replace engine

coolant; and/or other operational characteristics as recommended by the manufacturer or supplier). [District Rule
4702]

An emergency situation is an unscheduled electrical power outage caused by sudden and reasonably unforeseen natural
disasters or sudden and reasonably unforeseen events beyond the controf of the permittee. [ District Rule 4702}

This engine shall not be used to produce power for the electrical distribution system, as part of a voluntary utility
demand reduction program, or for an interruptible power contract. [District Rule 4702}

The permittee shall maintain monthly records of emergency and non-emergency operation. Records sha!l include the
number of hours of emergency operation, the date and number of hours of all testing and maintenance operations, the
purpose of the operation (for example: load testing, weekly testing, rolling blackout, general area power outage, ete.)
and records of operational characteristics monitoring. For units with automated testing systems, the operator may, as
an alternative to keeping records of actual operation for testing purposes, maintain a readily accessible written record
of the automated testing schedule. [District Rule 4702)

This engine shall be operated only for testing and maintenance of the engine, required regulatory purposes, and during
emergency situations. Operation of the engine for maintenance, testing, and required regulatory purposes shall not
exceed 50 hours per calendar year. [District Rules 2201 and 4702]

The permittee shall maintain monthly records of the type of fuel purchased. [District Rule 4702]

All records shal} be maintained and retained on-site for a minimum of five {5) years, and shall be made available for
District inspection upon request. [District Rule 4702]

535390 Feali 25 2015 Z31PM - AHMADS



San Joaquin Valley 1
AIR POLLUTION CONTROL DISTRICT HEBLTHY AIR LIVING

AUTHORITY TO CONSTRUCT

PERMIT NO: C-535-40-0 ISSUANCE DATE: 02/19/2015
LEGAL OWNER OR OPERATOR: FRESNO/CLOVIS REGIONAL WWTP
MAILING ADDRESS: 5607 W JENSEN AVE
FRESNO, CA 93706
LOCATION: 5607 W JENSEN AVE

FRESNO, CA 93706

EQUIPMENT DESCRIPTION:

TRANSPORTABLE 300 BHP (INTERMITTENT) CATERPILLAR MODEL C9 TIER 3 CERTIFIED DIESEL-FIRED
EMERGENCY STANDBY IC ENGINE POWERING A PUMP

CONDITIONS

1. The facility shall submit an application to modify the Title V permit in accordance with the timeframes and procedures
of District Rule 2520. [District Rule 2520] Federally Enforceable Through Title V Permit

2. This engine shall be operated at one location or site at the facility for no more than 12 consecutive months. [Dristrict
Rule 2201 and 17 CCR 93116]

No air contaminant shall be released into the atmosphere which causes a public nuisance. [District Rule 4102]

4. No air contaminant shall be discharged into the atmosphere for a period or periods aggregating more than three
minutes in any one hour which is as dark as, or darker than, Ringelmann | or 20% opacity. {Dristrict Rule 4101}

5. Particulate matter emissions shall not exceed 0.1 grains/dsef in concentration, [District Rule 4201]

6. The exhaust stack shall vent vertically upward. The vertical exhaust flow shall not be impeded by a rain cap (flapper
ok), roof overhang, or any other obstruction. [District Rele 4102)

7. The engine shall be equipped with an operational nonresettable elapsed time meter or other APCO approved
alternative, [District Rule 4702)

8. Only CARB certified diesel fuel containing not more than .0015% sulfur by weight is 1o be used. [District Rules 2201
and 4801, and {7 CCR 93116]

9. Emissions from this IC engine shall not exceed any of the following limits: 2.6 g-NOx/bhp-hr, 2.3 g-CO/bhp-hr, or 0.1
g-VOC/bhp-hr. [District Rule 2201 and 17 CCR 93116]

CONDITIONS CONTINUE ON NEXT PAGE

YOU MUST NOTIFY THE DISTRICT COMPLIANCE DIVISION AT (559) 230-5950 WHEN CONSTRUCTION IS COMPLETED AND PRIOR TO
OPERATING THE EQUIPMENT OR MODIFICATIONS AUTHORIZED BY THIS AUTHORITY TO CONSTRUCT. This is NOT 5 PERMIT TO OPERATE.
Approval or denial of a PERMIT TO OPERATE will be made after an inspection to verify that the equipment has 9een constructed in accordance with the
approved plans. specifications and conditions of this Autharity to Construst, and 1o determine if the equipment can be operated in camgpliance with all
Ruies and Regulatiens of the San Joaquin Valley Unified Air Pollution Control District, Unless construction has gommensed pussuant to Rule 2050, this
Authority to Construct shall expire and application shall be cancelled two years from the date of issuance. The applicant is responsible for complying with
all laws, ordinances and regulations of all other govemmental agencies which may pertain to the above equipment.

Seyed Sadredin, Executive Director / APCO

géﬁﬁna‘idir\aarﬁl% Director of Permit Services

55-60-0: FEb 192615 A14PM - ANNADS . Jotnt Inspection NOT Requites

) Central Regional Office « 1990 £. Geftysburg Ave. » Fresno, CA 93726 « (558) 230-5900 « Fax {559) 230-8081



Conditions for C-535-40-0 (continued) Page 2 of 2

10.

11.

12.

3.

15.

17.
18.

Emissions from this IC engine sﬁall not exceed 0.11 g-PM10/bhp-hr based on USEPA certification using ISO 8178 test
procedure. [District Rules 2201 and 4102, and 17 CCR 931 16]

This engine shali be operated and maintained in proper operating condition as recommended by the engine
manufacturer or emissions control system supplier. [District Rule 47027

During periods of operation for maintenance, testing, and required regulatory purposes, the permittee shall monitor the
operational characteristics of the engine as recommended by the manufacturer or emission control system supplier {for
example: check engine fluid levels, battery, cables and connections; change engine oil and filters; replace engine

coolant; and/or other operational characteristics as recommended by the manufacturer or supplier). [District Rule
4702] :

An emergency situation is an unscheduled electrical power outage caused by sudden and reasonably unforeseen natural
disasters or sudden and reasonably unforeseen events beyond the control of the permittze. [District Rule 4702]

This engine shall not be used to produce power for the electrical distribution system, as part of 2 voluntary utility
demand reduction program, or for an interruptible power contract. [Dhstrict Rule 470Z]

The permittee shall maintain monthly records of emergency and non-emergency operation. Records shall include the
number of hours of emergency operation, the date and number of hours of all testing ard maintenance operations, the
purpose of the operation (for example: load testing, weekly testing, rolling blackout, general area power outage, etc.)
and records of operational characteristics monitoring. For units with automated testing systems, the operator may, as

an alternative to keeping records of actual operation for testing purposes, maintain a readily accessible written record
of the automated testing schedule. [District Rule 4702]

This engine shall be operated only for testing and maintenance of the engine, required regulatory purposes, and during
emergency situations. Operation of the engine for maintenance, testing, and required regulatory purposes shall not
exceed 30 hours per calendar year. [District Rules 2201 and 4702]

The permittee shall maintain monthly records of the type of fuel purchased. [District Rule 4702]

All records shall be maintained and retained on-site for a minimum of five (5) years, anc shall be made available for
District inspection upon request. [District Rule 47G2]

C-535-30-C  Fab 12 2015 24BN ~ AHMADS



San Joaguin Valley
AR POLLUTION CONTROL DISTRICT

AUTHORITY TO CONSTRUCT

PERMIT NO: C-535-41-0 ISSUANCE DATE: 02/18/2015
LEGAL OWNER OR OPERATOR: FRESNO/CLOVIS REGIONAL WWTP
MAILING ADDRESS: 5607 W JENSEN AVE
FRESNO, CA 93706
LOCATION: 5607 W JENSEN AVE

FRESNO, CA 93706

EQUIPMENT DESCRIPTION:

TRANSPORTABLE 300 BHP (INTERMITTENT) CATERPILLAR MODEL C8 TIER 3 CERTIFIED DiESEL-FIRED
EMERGENCY STANDBY {C ENGINE POWERING A PUMP

CONDITIONS

1. The facility shall submit an application to modify the Title V permit in accordance with the timeframes and procedures
of District Rule 2520. [District Rule 2520] Federally Enforceable Through Title V Permit

2. This engine shall be operated at one location.or site at the facility for no more than 12 consecutive months, {District
Rule 220 and 17 CCR 93116}

3. No air contaminant shall be released into the atmosphere which causes a public nuisance. [District Rule 4102]

4. No air contaminant shall be discharged into the atmosphere for a period or periods aggregating more than three
minutes in any one hour which is as dark as, or darker than, Ringelmann 1 or 20% opacity. [District Rule 4101]

5. Particulate matter emissions shali not exceed 0.1 grains/dscf in concentration. [District Rule 4201}

6.  The exhaust stack shall vent vertically upward. The vertical exhaust fiow shall not be impeded by a rain cap (flapper
ok}, roof overhang, or any ather obstruction. {District Rule 4102]

7. The engine shall be equipped with an operational nonrescttable clapsed time meter ot other APCO approved
alternative. [District Rule 4702}

8. Only CARB certified diesel fuel containing not more than 0.0015% sulfur by weight is 10 be used. [District Rules 2201
and 4801, and 17 CCR 93116]

9. Emissions from this IC engine shall not exceed any of the following fimits: 2.6 g-NOx/bhp-hr, 2.3 g-CO/bhp-hr, or 0.1
g-VOC/bhp-hr. [District Rule 2201 and 17 CCR 93116]

CONDITIONS CONTINUE ON NEXT PAGE

YOU MUST NOTIFY THE DISTRICT COMPLIANCE DIVISION AT (553} 230-5350 WHEN CONSTRUCTION IS COMPLETED AND PRIOR TO
OPERATING THE EQUIPMENT OR MODIFICATIONS AUTHORIZED BY THIS AUTHORITY 7O CONSTRUCGT. This is NOT & PERMIT TO OPERATE,
Approval or deniaf of a8 PERMIT TO OPERATE will be made after an inspection to verify that the equipment has >een constructed in accordance with the
approved plans, specifications and conditions of &his Authority to Construct, and fo determine # the eguipment can be operated in compliance with all
Rules and Regulations of the San Joaguin Valley Unified Ais Poliution Control District. Uniess construction has commenced pursuant to Rule 2050, this
Aduthority to Construct shall expire and application shail be cancelied two years from the date of issuance, The applicant is responsible for complying with
all laws, ordinances and regulations of all other governmental agencies which may pertain {o the above equipment.

Seyed Sadredin, Executive Director / APCO

e
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f?Arnaud Marjollet, Director of Permit Services
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Condifions for C-535-41-0 (continued) ' ' Page 2 of 2

10,

1t

12.

13,

14,

15,

Emissions from this IC engine shall not exceed 0.11 g-PMi 0/bhp_~hr' based on USEPA certification using ISO 8178 test
procedure. [District Rules 2201 and 4102, and 17 CCR 93] 16]

This engine shall be operated and maintained in proper operating condition as recommended by the engine
manufacturer or emissions control system supplier. [District Rule 47021

During periods of operation for maintenance, testing, and required regulatory purposes, the permittee shall monitor the
aperational characteristics of the engine as recommended by the manufacturer or emission control system supplier (for
example: check engine fluid levels, battery, cables and connections; change engine oil and filters; replace engine

coolant; and/or other operational characteristics as recomnmended by the manufacturer or supplier). [District Rule
4702]

An emergency situation is an unscheduled electrical power outage caused by sudden and reasonably unforeseen natural
disasters or sudden and reasonably unforeseen events beyond the control of the permittse, [District Rule 4702]

This engine shall not be used to produce power for the electrical distribution system, as part of a voluntary utility
demand reduction program, or for an interruptibie power contract. {District Rule 4702]

The permittee shall maintain monthly records of émergency and non-emergency operation. Records shall include the
number of hours of emergency operation, the date and number of hours of all testing and maintenance operations, the
purpose of the operation (for example: oad testing, weekly testing, rolling blackout, gereral area power outage, etc.)
and records of operational characteristics monitoring. For units with autornated testing systerns, the operator may, as

an altemative to keeping records of actual operation for testing purposes, maintain a readily accessible written record
of the automated testing schedule. [District Rule 4792}

This engine shall be operated only for testing and maintenance of the engine, required regulatory purposes, and during
emergency situations. Operation of the engine for maintenance, testing, and required regulatory purposes shall not
exceed 50 hours per calendar year. [District Rules 2201 and 4702]

. The permiftee shail maintain monthly records of the type of fuel purchased. {District Rule 4702]

. All records shall be maintained and retained on-site for a minimum of five (5) years, ard shall be made available for

District inspection upon request. [District Rule 4702]

C-535.10 fob 19 2015 143K, — AHIRRDS



San Joaquin Valley 1A |
AIR POLLUTION GONTROL BISTRICT HEALTHY AR LIVING

AUTHORITY TO CONSTRUCT

PERMIT NO: C-535-42-0 ISSUANCE DATE: 02/18/2015
LEGAL OWNER OR OPERATOR: FRESNO/CLOVIS REGIONAL WWTP
MAILING ADDRESS: 5807 W JENSEN AVE
FRESNO, CA 93706
LOCATION: 56807 W JENSEN AVE

FRESNO, CA 93706

EQUIPMENT DESCRIPTION:

TRANSPORTABLE 300 BHP (INTERMITTENT) CATERPILLAR MODEL C9 TIER 3 GERTIFIED DIESEL-FIRED
EMERGENCY STANDBY IC ENGINE POWERING A PUMP

CONDITIONS

1. The facility shall submit an application to modify the Title V permit in accordance with the timeframes and procedures
of District Rule 2520. [District Rule 2520] Federally Enforceable Through Title V Permit

2. This engine shall be operated at one location or site at the facility for no more than 12 consecutive months. [District
Ruie 2201 and 17 CCR 93116}

3. No air contaminant shall be released into the atmosphere which causes a public nuisance. fDistrict Rule 4102]

4. No air contaminant shall be discharged into the atmosphere for a period or periods aggregating more than three
minutes in any one hour which is as dark as, or darker than, Ringelmann 1 or 20% opacity. [District Rule 4101]

Particulate matter emissions shall not exceed 0.1 grains/dscf in concentration. {District Rule 4201}

6. The exhaust stack shall vent vertically upward. The vertical exhaust flow shall not be impeded by a rain cap (flapper
ok}, roof cverhang, or any other obstruction. {District Rule 4102]

7. The engine shall be equipped with an operational nonresettabie elapsed time meter or other APCO approved
alternative. [District Rule 4702]

8. Only CARB certified diesel fue containing not more than 0.0015% sulfur by weight is to be used. [District Rules 2201
and 4801, and 17 CCR 93116] ' -

9. Emissions from this IC engine shall not exceed any of the following limits: 2.6 g-NOx/bhp-hr, 2.3 g-CO/bhp-hr, or 0.1
g-VOC/bhp-hr. [District Rule 2201 and 17 CCR 93116]

CONDITIONS CONTINUE ON NEXT PAGE

YOU MUST NOTIFY THE DISTRICT COMPLIANCE DIVISION AT {559} 230-5950 WHEN CONSTRUCTION (S COMPLETED AND PRIOR TO
QPERATING THE EQUIPMENT OR MODIFICATIONS AUTHORIZED BY THIS AUTHORITY TO CONSTRUCT. This is NOT 2 PERMIT TO OPERATE.
Approval or denial of 3 PERMIT TO OPERATE will be made after an inspectiorn: to verify that the equipment has seen construsted in accordance with the
approved plans, specifications and conditions of this Authority to Construct, and to determine if the equipment can be operated in compliance with all
Rules and Regulations of the San Joaguin Valley Unified Air Poliution Control District.  Unless construction has ¢ammenced pursuant to Rule 2050, this
Authority to Construct shalt expire and application shall be cancelled two years from the date of issusnce. The applicant is responsible for complying with
all taws, ordinances and regulations of all cther gove rmmental agencies which may pertsin (¢ the above equipment.

Seyed Sadredin, Executive Director / APCO

4 P 7

H - & g _:p’
{gﬂaud Marjoligt, Directohef-Perfit Services

ACNIEL20 T 1B IS 4 4PN — AHMADS el intpoctmn ROT Requred

Ceniral Regional Office « 1990 E. Geftysburg Ave. « Fresno, CA 83726 « (558) 230-5800 « Fax (559) 230-6061



Conditions for C-535-42-0 (continued) Page 2 of 2

10.

11.

12,

13.

14,

15,

16.

i7.
i8.

Emissions from this IC engine shall not exceed 0.11 g-PM10/bhp-hr based on USEPA certification using ISO 8178 test
procedure. [[istrict Rules 2201 and 4102, and 17 CCR 931 16]

This engine shall be operated and maintained in proper operating condition as recommended by the engine
manufacturer or emissions control system supplier. [District Rule 4702]

During periods of operation for maintenarce, testing, and required regulatory purposes, the permittee shall monitor the
operational characteristics of the engine as recommended by the manufacturer or emission control system supplier {for
example: check engine fluid levels, battery, cables and connections; change engine oil and filters; replace engine

coolant; and/or other operationai characteristics as recommended by the manufacturer or supplier), [District Rule
4702)

An emergency situation is an unscheduled electrical power outage caused by sudden and reasonably unforeseen natural
disasters or sudden and reasonably unforeseen events beyond the control of the permittee. [District Rule 4702]

This engine shall not be used to produce power for the electrical distribution system, as part of a voluntary utility
demand reduction program, or for an interruptible power contract. [District Rule 4702]

The permittee shall maintain monthly records of emergency and non-emergency operation, Records shali include the
number of hours of emergency operation, the date and number of hours of all testing and maintenance operations, the
purpose of the operation (for example: load testing, weekly testing, rolling blackout, general area power outage, etc.)
and records of operational characteristics monitoring. For units with automated testing systems, the operator may, as
an alternative to keeping records of actual operation for testing purposes, maintain a readily accessible written record
of the automated testing schedule. [District Rule 4702]

This engine shall be operated only for testing and maintenance of the engine, required regulatory purposes, and during
emergency situations. Operation of the engine for maintenance, testing, and required regulatory purposes shall not
exceed 50 hours per calendar year. [District Rules 2201 and 4702)

The permittee shall maintain monthly records of the type of fuel purchased. [District Rule 4702]

All records shall be maintained and retained on-site for a minimum of five (5} years, ar:d shall be made available for
District inspection upon request. [District Rule 47027

C-53542.0° Fad 13 2015 2. 14PM ~ AHMADS



ATTACHMENT C

Emissions Increases



SSIPE (Ib/yn)

Permit Unit # NOx | VOC | CO | SOx | PMi0
C-535-29-0 86 3 76 0 4
C-535-30-0 86 3 76 0 4
C-535-31-0 86 3 76 0 4
C-535-32-0 86 3 76 0 4
C-535-33-0 86 3 76 0 4
C-535-34-0 86 3 76 0 4
C-535-35-0 86 3 76 0 4
C-535-36-0 86 3 76 0 4
C-535-37-0 86 3 76 0 4
C-535-38-0 86 3 76 0 4
C-535-39-0 86 3 76 0 4
C-535-40-0 86 3 76 0 4
C-535-41-0 86 3 76 0 4
C-535-42-0 86 3 76 0 4
TOTAL 1,204 42 1,064 0 56




ATTACHMENT D

Application



[ JADMINISTRATIVE AMENDMENT

San Joaquin Valley Air Pollution Control Distrééted

www.valleyair.org

Permit Application For:
[X] MINOR MODIFICATION

FEB ¢ v

COMPLIAN
SIVURBASE

[ ] SIGNIFICANT MODIFICATION

1. PERMIT TO BE ISSUED TQ:

Fresno-Clovis Regional Wastewater Reclamation Facility

2. MAILING ADDRESS:

STREET/P.O. BOX:

5607 W. Jensen Ave.

cry.  Fresno

CA

STATE:

9-DIGIT
ZIP CODE:

937G6-9458

3. LOCATION WHERE THE EQUIPMENT WILL BE OPERATED:

INSTALLATION DATE:

2.5.15
smeer: 607 W. Jensen Ave. cary:  Fresno
14
NW 1 SECTION FRESNQ  TOWNSHIP  SOUTH rance 19 EAST
4. GENERAL NATURE OF BUSINESS:
WASTEWATER

5. DESCRIPTION OF EQUIPMENT OR MODIFICATION FOR WHICH APPLICATION 1S MADE
(inciude Permit #'s if known, and use additional sheets if necessary)

ATC C-535-29-0, 30-0, 31-0, 32-0, 33-0, 34-0, 35-0, 36-0, 37-0, 38-0, 39-0,

were issued on 1.27.15. Up to 13 BHP (intermittent) Caterpillar Model C9 Tier 3
Certified Diesel Fired Emergency Stand By I C Engines, powering a pump, may be
used during the RWRF Headworks Bypass Project.

6. TYPE OR PRINT NAME OF APPLICANT:

TITLE OF APPLICANT:
Project Magrager — Air Resources

COMPLIANCE
SNUARCD

Ray Arthur
7. SIGNATURE OF APPLICANT: DATE: 2.9.15 PHONE:  (559) 621.5266

P~ j - FAX: (559) 498.1700

'y Lt I

R ‘ EMAIL:  ray.arthur@fresno.gov

For APCD Use Only:
DATE STAME= v s FILING FEE
& CROVER
FEB ¢ 1255 DATE PAID:

PROJECTNOOHZ [ = DZ Lo [

FACILITY ID: G” 5355

Central Regional Office ¢ 1990 E. Gettysburg Avenue ® Fresno, CA 93726-0244 e (559) 230-5900 ® FAX (559) 230-6061

Revised: January, 2009

TVFORM-008
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~an Joaquin Valley Air Pollution Control District

www.valleyair.org

¥

&

Permit Application For:
[ ] ADMINISTRATIVE AMENDMENT  [X] MINOR MODIFICATION [ ] SIGNIFICANT MODIFICATION

1. PERMIT TO BI1SUED TO:  F'resmo-Clovis Regional Wastewater Reclamation Facility

2. MAILING ADDRESS:

STRELT/P.O, BOX: 5607 W. Jensen Ave.

9-DIGET
ey K resno sare:. CA zircops:  93706-02458
3. LOCATION WIIERE THE EQUIPMENT WILL BE OPERATED: INSTALLATION DATE:

srrer: . 607 W, Jensen Ave. ey, Fresno 2.5.15

14
NW  ysrcrion FRESNO  townsie  SOUTH  nange 19 EAST

4. GENERAL NATURE OF BUSINESS:

WASTEWATER

5. DESCRIPTION OF EQUIPMENT OR MODIFICATION FOR WHICH APPLICATION IS MADE
{include Permit #'s if known, and use additional sheets if necessary)

ATC C-535-40-0, 41-0, 42-0, were issued on 2.19.15. Caterpillar Model C9 Tier 3
Certified Diesel Fired Emergency Stand By I C Engines, powering a pump, may be
used during the RWRF Headworks Bypass Project.

6. TYPE OR PRINT NAME OF APPLICANT: TITLE OF APPLICANT:
Project Manager — Air Resources
Ray Arthur
7. SIGNATURE OF APPLICANT: DATE: 2.23.15 PHONE:  (559) 621.5266
iﬁ"’ A FAX: (559) 498.1700
Gt -
N/E EMAIL: ray.arthur@fresio.gov

For APCD Use Only:

DATE STAMP FILING FEE
RECEIVED : % CHECK#:

DATE PAID:

PROJECT NC: FACILITY ID:

Central Regional Office  199¢ E. Gettysburg Avenue @ Fresno, CA 93726-0244 o (559) 230-5900 @ FAX (559) 230-6061
Reviged: January, 2002 TVYFORM-DOB
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San Joagquin Valley
Unified Air Pollution Control District

L
-
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TITLE V MODIFICATION - COMPLIANCE CERTIFICATION FORM

i.  TYPE OF PERMIT ACTION (Check appropriate box)

[ ] SIGNIFICANT PERMIT MODIFICATION [T ADMINISTRATIVE

[X] MINOR PERMIT MODIFICATION AMENDMENT

COMPANY NAME:FRESNO-CLOVIS REGIONAL WASTEWATER FACILITY iD: C= 535
RECLAMATION FACILITY

1. Type of Organization:[ ] Corporation [ ] Sole Ownership [X] Government [ ] Partnerskip [ ] Utility

2. Owner's Name: City of Fresna

3. Agent to the Owner:

1. COMPLIANCE CERTIFICATION (Read each statement carefully and initial all circles for confirmation):

§ Based on information and belief formed after reasonable inquiry, the cquipment identified in this application will
continue to comply with the applicable federal vequirement(s).

f } Based on information and belief formed after reasonable inquiry, the equipment identifed in this application will
comply with applicable federal requirement(s) that will become effective during the permit term, on a timely basis,

! -"; Corrected information will be provided to the District when I become aware that incorract or incomplete
information has been submitred.

Y} Based on information and belief formed after reasonable inquiry, informatien and statements in the submitted
application package, including all accompanying reports, and required certifications are true accurate and
complete.

t declare, under penalty of/pwr‘jury under the laws of the state of Californis, that the forgoing is ccrrect and true:

//4/ wg‘f)\ﬂ’( o7 i A5 €
/ggnature of Resp(:{(sib]e Official ¥ Date

Rick Staggs

Name of Responsible Official (please print)
Chief of Operations

Title of Responsibie Gfficial {please print)

Mailing Address: Central Regional Office * 1990 E. Gettyshurg Avenue * Fresno, California 93726-0244 * (359) 230-5900 * FAX (559) 2308-6061
TVFORM-008

Res: July 2005



